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Executive Summary

This deliverable is a report describing the design of the tools and components
composing the EMMA (Enhanced Assets Maintenance And Management Toolki) product in
WP6.

EMMA is one of the four products to be developed in R?D? project, and it aims to improve
the reliability of power systems through different tools and approaches. On one hand EMMA
will integrate novel automated technologies (based on UAV and Al) in the equipment
inspection, and asset management to enhance the procedure for the assets manageme nt,
with a special focus on the critical and emergency conditions of the system . On the other
hand, it will improve the coordination and planning maintenance intervention in case of
outages through novel optimization techniques. Both aspects will contribute to establish ing
a predictive maintenance approach in the daily process of system operators.

In particular , this document reports the activities performed i n Tasks 6.1, 6.2, 6.3 and 6.4
to design the different elements in EMMA, corresponding to the first iteration in th e process
of the product development (from M7 to M12) The aim is to provide all the technical details
useful for the actual development of th e product planned later from M13 to M24 In addition,
this deliverable will update, when needed, information about Use Cases, requirements and
KPIs, provided in Deliverable 2.1 Any change or variation required in this sense will be later
reported in D2.3(M16) while the development of the EMMA product will be described in D6.2
(M24).

For each one of the overmentioned tasks, the internal architecture has been described
together with the technical details of the algorithms to be developed and the input/output
data of each component.

This deliverable, together with the other technical deliverables D3.1, D4.1 and D5.1
contributes to achieving Milestone #3 1 2 UE i ¢ A uCpte C® & IHgeByEM12 As a matter
of fact, each of these documents describes in detail the design of the product to which it
refers along with the methodology and techniques used.

Keywords

Power System Resiliency, Reliability, UAV, Predictive Maintenance, Asset Management,
Outage Planning, Remedial Actions,Dynamic Line Rating, IA.




=]

D6.1* Design of the enhanced maintenance and asset management toolkit

Copyright Statement

The work described in this document has been conducted within the R2D? project. This
document reflects only the R2D?Consortium view, and the European Union is not responsible
for any use that may be made of the information it contains.

This document and its content are the property of the R2D? Consortium. All rights
relevant to this document are determined by the applicable laws. Access to this document
does not grant any right or license to the document or its contents. This document or its
contents are not to be used or treated in any manner inconsistent with the rights or interests
of the R?D? Consortium or the Partners detriment and are not to be disclosed externally
without prior written consent from the R?D? Partners.

Each R?D? Partner may use this document in conformity with the R?D? Consortium Grant
Agreement provisions.

1 Table Of CONENES.....ccoiiiiiiieii et e et emmn bt e e e e e e e snnresmmneeeeeee s b
R R (153 Ao ) 1= o PR G.
2 11 o ) T (U] 4
G T N ox 0] 1)/ 0 1 T P Q..

2 1] 0o L1 X 1T o PR 11
2.1 Purpose and scope Of the DOCUMENT..........uuuiiiiiiiiieiee s eee s ee s s ess s sersseeeeeereeeeeeeeeeaeeeenn 11
2.2 Structure Of the DOCUMENT .......eiiiiiiiiiiiiieeeeeee et e eeree e e st r e e e e s s eenee s e enseeees 11

3 State of the Art for EMMA PrOUUCT ........eveiiiiiiieeieieie e s ee s s s s enssen s e e e aeeeaeaeaaeeeeeeennnnnsees 13
3.1 Overview Of the ProdUCT ... e eeneen e e e e e e e e e e e e 13
3.2 SHALE OF the ANt oo ettt e e e e et n e e e e e e e e st enneeee s 14

R 20t R = - Tod (o o 11 ] o o 14
3.2.2  INNOVAtioN t0 DE ProVIAEM........oiiiieiiiiiiie e eerre e e e e e e 20
3.3 Relevant Use Cases and ACKOIS........couiiiiuiiiieii e eeeeee ettt eeeeee bbb ee e e e e e e eemmnees 24

N (0 To 18 o B 3 T o o £ ) Y 29

4.1 Task 6.1- Equipment inspection through autonomous images acquisition ...................... 30.

4.1.1 ToOol ¥ EMMA ARGOS TOOL.....ciiiiiiiiiiiiiiiie e sennan s e e e aaaaaaaaaaaaaaeeannnnnsen 30
4.1.1.1 Internal ArChItECIUIE .......cooiiiiiieii e eeeeee e rrrees e e e e e e e e nneees 30
4.1.1.1.1Line inspection for vegetation detection ............ccccceciiiiiircreeeeeee e eees 30
4.1.1.1.2 Line inspection for electrical fault [ocation. .............cccccciiiiiiicceeeeeeeeeeeeeeeeee, 33.




=]

D6.1* Design of the enhanced maintenance and asset management toolkit

4.1.1.3 Electrical tower INSPECLION ......coiiiiiiiiiiiiie e 34.
4.1.1.1.4 Photovoltaic plant iNSPECTION ...........uuuririiiiiiiiicreree e e eeeee e e ereeeeeeeeeeeeeeeee 35
4.1.1.2 USEI INEITACE ..ottt ettt e et e e e st me e e e e e e e e e s e snnnneees 37
4.1.1.2.1Line inspection for vegetation detection .............cccceeiiiiicceeceiiiie e 37
4.1.1.2.2 Line inspection for electrical fault location. ...........cccccovvvviiiimeeeeeiinns 39.
4.1.1.2.3 Electrical towWer INSPECLION .......coiiiiiiiiiiiiiiieeeeeer et eereee s eeeeeeee e s 40.
4.1.1.2.4 Photovoltaic plant INSPECHION .........cuuiiiiiiiee e cn e 41
4.1.1.3 RESOUICES ....eeeeieeiieeiieieiieeesmmmmmm s e eaaaeseeeeeeeeeeeaaaeaeeeaeannessnnsnrnnrnnnnnnnnnnan 45
4.1.1.3.1Vegetation Detection TOOI:.......ooi i 45.
4.1.1.3.2 Line Inspection for electrical fault ...........cccoeeiiiiiiiiiicee e 46
4.1.1.3.3 Electric TOWer INSPECLION ......ccceeiiee i i erreee e e e e e e e e e e e eeeeee e ereeeenees 46.
4.1.1.3.4 Photovoltaic Plant INSPECLON .........ccoviiiiiiiiiiiieeeeen e Viv4
4.1.2 Tool 2* EMMA SURVEILLANCE TOQl.......cuuuiiiiiiiiiiiicceee e eeeeeeeeeeeeeeeee e 47
4.1.2.1 Internal ArCRItECIUIE ........ooi i e 48
4.1.2.2 USEI INEITACE ..ot mtee e e et e e mneeee e e e e e s e s snnnneeed 49,
4.1.2.3 RESOUITES ....eetiiiiiiiiiieiettetteammmam e aaaaaaaaeaaaaaaaaeaaaaaaaaaaaaeaaeeananaetssssbsssbssssnsssnsnn 49
4.2 Task 6.2- Optimal Asset ManNagemMENt.........ccceiiiiii e e 51.
4.2.1 TOOl 3- EMMA DYMLTOOL.....cuuiiiiiiiiiiiiiiiiisceeee e e eeeseessse s s sesssieeaaeeseeeeeeeeeeesseeeseesnennnsenns 51
4.2.1.1 Internal ArChItECLUIE ........ooi i e e e 51
4.2.1.2 USEI INEITACE ..oooi ittt e e et mmee e e e e e e e e s e nees 54,
4.2.1.3 RESOUITES ....etiiiiiiiiiiieiiteeettammmam e aeeaaaaaaaaeaaaaaaaaaaaaaaaasananaetbsssbssssssssssssnsnn 55
422 Tool4- EMMAETER TOOL. ... e e e e ee e 56
4.2.2.1 Internal Architecture of the TOOI ........ccuuiiiiiiii e 56
4.2.2.2 USEI INEITACE ..ottt mnn e e et mmreen e e e e e e e s ennnee] 61.
4.2.2.3 RESOUICES .....uuiiiieiiiiiiittt e eeetee e e e e e et te et s s eeeeamtteeeeeeeeestba s s aeanamaeeeeeeeeesnbnnnaaaaes 61
4.3 Task 6.3- Resource management in case of critical events ..............c.ccoe e eeeveeeeceeeeeennd 63
4.3.1 To0l5- EMMA GIMAN TOOL......ooiiiiiiiiiiiiiiie e eeeeee e e e e e e e e e e e e e e e e e e e aaaaeeans 63
4.3.1.1 Internal ArChItECIUIE ........ooi i e 63
4.3.1.2 USEI INLEITACE ..ottt ceee et e e e me e e e e e e e e e s e snnneee e Q7.
4.3.1.3 RESOUICES .. ..t ieiiiiiiitii e eeeema e e ettt ettt e e smmmma st e e e et eetbbaa s e e mmmman e eeeeeeeebbnn e e eeenns 0
4.4 TASK 6.4- Maintenance coordination and planning.............cccoeevveevvievveeeveeeeeeeeeeee e veeeeenn UL
441 TOOI B8 OP TOO....cciiiiiiiiiiiieie et e e e e e 71.
4.4.1.1 Internal ArChItECIUIE .......cooi i eeeeee e e e e e e s e mmnn e eeee s 71
Data exchanges, communication with other tools and/or products (data flows and
] o)1 (oot o] L) SRR 79
O A © 1= gl [ 0] (] o = o = PP 81.
4.4.1.3 RESOUICES ....eeeeiiiiiieiieieieetetammmmm s aaaaas e aaaaaaeeaaaaaaaaaaaaaaeeeanmnnnsssssssssssnnsnsnnnnnn 84




=]

D6.1* Design of the enhanced maintenance and asset management toolkit

N o Yo | R el =@ | =1 I (o o | St 85
4.4.2.1 Internal Architecture Of the TO Ol ....ccvveiiiiiii e 85

A U =Y gl [ 1< = [ < TR 388.

44.2.3 RE S OUICES ...t e et ettt et e e e et e e e st sa e memam s e s s s e s ensnnsen 88.

4.4.3 TOOI 8% RACS TOOL.. ettt ittt eee e et e e e e e e s e em e eaa e eabneaes 89
4.4.3.1 Internal ArchiteCture Of the TOOl ....ccoveiiiriiiei et ere e e eeas 89

4432 (YT G 01 (=1 = (ol < P 94

4.4.3.3 [ ST 01U (o= 94.

S 1Yo S R BT A o Yo 95.
O N T Vo | =Y 4 g P L ] 11 (T2 (0 T a5

44472 (Y g a1 (=T = 1l 97

4443 [ SEoY 01U =S 97.

T 1T 0 O I - NPT 97
L N 1 | =Y g F= LA ] 11 (=02 (0 a8

445.2 (Y G 101 (=1 = ol < T 102

4453 RESOUICES ...t ettt e e e e et e e et et e e st s s anmannea e e s e s e enen 102

T o Yo 0 S I T S I o T | 103
A4.4.6.1 INtEINAI ATCNITECIUIE ..ovvniiie ettt et e ettt e et s e eaeem e ee e e ereeeeeeeenerameennss 103

O S U Y gl [ 01 =1 = (o1 < T 107

4.4.6.3 RESOUICES .oeiii ittt e e et e et e e b s ea s rmne s eaeensaensaen 108

4.5 Implementation and deployment Plan ... iiieee e 109

5  CoNCIUSIONS @NA NEXE SEEPS ..vveeiiieeiiiiiiiiieie e e eeeeee e ettt e e e e s e eeeeee st eeaee e e e s s eeannmnsneneeeeeens 110

6 RS TL (S] A [S1ST TR 111

1.1 LIST OFTABLES

Table 1* Acronyms 9
Table 2* WP6 Use Cases and related actors 24
Table 3* WP6 requirements 25
Table 4- CSKm: The second step 92
Table 5- CSKm: The third step (calculation) 92
Table 6- CSKm: The third step (final values) 92
Table 7- Data exchange between DLR application and its environment 107




=]

D6.1* Design of the enhanced maintenance and asset management toolkit

1.2 LIST OFFIGURES

Figure 1* Example of previous activities in research projects with drones, by the task leader
Figure 2 * Screenshot of the product ETER by ETRA

Figure 3 Two screenshots of the product GIMAN by ETRA

Figure 4 - high-level structure of the EMMA product

Figure 5 - Components of the power line inspection tool

Figure 6 - Components ofthehot-Eé CgE OUgUlT gi CA gCCu AAO Al
Figure 7* Samples of images with damages in towers detectable by EMMA ARGOS
Figure 8 - PV Inspections functionality components and actors' diagram

Figure 9 Mock-up of the Ul to introduce information on the inspection

Figure 10* Mock- up of the inspection visualization screen

Figure 11- Anomaly inspection tool

Figure 12* Mock- up of the hot spot detection view

Figure 13- example of 3 raw 2D images (top) and result of the 3D reconstruction (bottom)
Figure 14 Electrical tower inspection Ul mock -up

Figure 15- Segmented PV plant.

Figure 16- Frames section.

Figure 17- Anomalies section.

Figure 18- Preliminary graphics for the anomaly editor form.

Figure 19* Internal architecture of the EMMA Surveillance tool

Figure 20 * Architecture of the CITRIC platform

Figure 21- Internal architecture of EMMA-DYML platform.

Figure 22 - MLflow user interface.

Figure 23 - Example of a Ul of predictive maintenance for components of a wind turbine. Statu

plot.
Figure 24 * ETER product architecture with the new NTL module
Figure 25 - ETER dashboard example in Xanthi pilot

Figure 26 - ETER power flow grid example in Xanthi pilot

15
17
18
29
31

IPCEE:

36
38
38
39

39

41
42
43
44
45
48
53
53

54

55
57
57

58




=]

D6.1* Design of the enhanced maintenance and asset management toolkit

Figure 27 - ETER smart meter details example in Xanthi pilot
Figure 28 - NTL detection algorithm categories [21]

Figure 29 consumption profile in a line aff ected by NTL

58

59

60

Figure 30 * Screenshot of the potential updating of ETER smart meters Ul, includi ng information

about NTL

Figure 31- EMMA GIMAN tool integration within the GIMAN product from ETRA

Figure 32 - workforce management section in GIMAN product by ETRA
Figure 33 * Workforce skills management screenshot
Figure 34 * Types of entities

Figure 35 * List of entities added

Figure 36 list of incidents

Figure 37> maintenance tasks list

Figure 38 * details of the maintenance task
Figure 39 - OPC Business process

Figure 40 - OP Tool architecture

Figure 41- Automatic OPI mode

Figure 42 - OP Tool Data exchange

Figure 43 - Gantt view - hour resolution

Figure 44 - Gantt view - day resolution

Figure 45 - Gantt chart - actions on column level
Figure 46 - OPI results

Figure 47 - Config area

Figure 48 - Profile area

Figure 49 PQEL Tool architecture

Figure 50 - PQH. calculation algorithm

Figure 51- Data flows and protocols

Figure 52 - RASC Tool architecture

Figure 53 - Basic idea of CSK methodology level 2 in case of constraint

61

64

68

68

68

69

69

69

70

73

73

79

81

82

82

83

83

84

84

86

87

87

89

90



https://etrafic.sharepoint.com/sites/HEU-CL5-2021-D3-02-07_R2D2/Documentos%20compartidos/General/WPs/WP6/D6.1/R2D2_D6.1_ToC_v0.9.docx#_Toc146871702

=]

D6.1* Design of the enhanced maintenance and asset management toolkit

Figure 54 * CSKm: The first step 91
Figure 55 - CSKm: The fourth step 93
Figure 56 - TSC Tool architectue 95
Figure 57 - Interval halving method 96
Figure 58 * TTA Tool architecture 98
Figure 59 - Imported outage data 100
Figure 60 - Topology file data 100
Figure 61- Display of planned outages for selected date 102
Figure 62 - Display of planned outages for selected period 102
Figure 63 - DLR Tool architecture 103
Figure 64 - DLR Tool algorithm 105
Figure 65 - SCADA hierarchy 106
Figure 66 * Scheduling of EMMA development activities 109
1.3 ACRONYMS
Table 1* Acronyms

Al Atrtificial Intelligence

AMI Advance Metering Infrastructure

API Application Program Interface

BAU Business as Usual

CIM Common Information Model

CSK Cost Sharing Key

DACF Day Ahead Congestion Forecast

DB Data Base

DGA Dissolved Gas Analysis

DL Deep Learning

DLR Dynamic Line Rating

DMS Distribution Management System

DoA Description of Action

DSO Distribution System Operator

EHV Extra High Voltage

EIC Energy ldentification Coding

EMS Energy Management System

EPES Electric and Power Energy Systems

FS File Server

FTP File Transfer Protocol

GA Grant Agreement



https://etrafic.sharepoint.com/sites/HEU-CL5-2021-D3-02-07_R2D2/Documentos%20compartidos/General/WPs/WP6/D6.1/R2D2_D6.1_ToC_v0.9.docx#_Toc146871709

=D

GIS
GUI
HDB
HMI
HV
IAP
IDCF
IGM
IR

LF
ML
NN
NTL
OF
0&M
OLPF
OoMS
oP
OPA
OPC
OPDB
OPR
PQEL
PT
PV
RA
RACS
RCC

ROSC

RGB
RTK
SCA
SCADA
SE
SOGL
TP
TSC
TSO
TSP
TSPPP
TSPWP
TTA
UAV
uc

u
YOLO

D6.1* Design of the enhanced maintenance and asset management toolkit

Geographic information system
Graphic User Interface

Human Machine Interface
High Voltage

Intelligent alarm processing
Infra Day Congestion Forecast
Individual Grid Model

InfraRed

Load Flow

Machine Learning

Neural Netw ork

Non- Technical Losses
Operator Fabric

Operation and Maintenance
On:line power flow

Operation and Maintenance System
Outage Planning

Outage Planning Application
Outage Planning Coordination
Outage Planning Database
Outage Planning Processor
Power Quality Emission Level
Power Transformer
Photovoltaic

Remedial Actions

Remedial Actions Cost Sharing
Regional Coordination Centre

Regional Operational Security Coordination

Red Green- Blue

Real Time Kinematic

Short Circuit Analysis

Supervisory Control and Data Acquisition
State Estimation

System Operation Guidelines

Topology Processor

Transient Stability Calculation
Transmission System Operator

Traveling Salesman Problem

Traveling Salesman Problem with Priority Prizes
Travelling Salesman Problem with Profits
Topology Transfer Application
Unmanned Aerial Vehicle

Use Case

User Interface

You Only lLook Once

10




=]

D6.1* Design of the enhanced maintenance and asset management toolkit

2.1 PURPO% AND SCOPEOF THE DOCUMENT

¢té6U ThEEUAg OUDésignUdE Ahe tethancd maintenhnce and asset
management tool | reports the first results of Tasks 6.1, 6.2, 6.3 and 6.4, each one in charge of
the design and implementation of the applications composing the tool suite to be delivered
by WP6. The purpose of this deliverable is to detail the functionalities and present the design
of the applications composing th e EMMA product in WP6. EMMA is a nickname for Enhanced
Maintenance and Asset Management, and it is a product devoted to supporting system
operators in the management and maintenance of their critical assets. EMMA is basically a
toolkit composed of loosely coupled tools developed in tasks T6.1-4. and its main goal is to
contribut e to the enhancement of the EPES reliability ensuring a fast recovery of the network
and to improve management of the physical assets through the adoption of robotic technology
and Al. The specifications of teaching tools are based on the use cases and requirements

analysis, and assumptions OUET Ei 1 UO i A 2UuGi 1 UEAT GU 2¢¥ 1+ 1

2UgAiauo ET i UIl ghEU 2UEJi ¢ Al

This document deep dives into the technical aspects of the different functionalitie s that
form each of the tools, covering the functionalities to be developed and the main features the
components will include. Following the strategic objectives of the R ?D? projects described in
the DoA [2] the purpose of EMMA s to deliver a toolkit to improve the reliability of electrical
assets and to contribute to enhancing the resiliency of EPES through advanced data- driven
solutions and automated and robotic technolo gies.

EMMA is composed of several modules corresponding to the activities in each task of
the WP6.Each task includes one or several tools which address specific commitments from
the UCs.In this sense, for each component within a specific application, the features that are
offereO gC UAT & Cea § é-Userdl@agebéeh deiinedCah hiernallafcBitecture of

UAT & gCCur E 1 Cye CAUA ghisiaichiteztire) i 0dk gtended Assan SGAM U

framework (like in D2.), butitis an internal representation of the building blocks of each one
of the modules. The necessary data inputs and the expected outputs of each component have
also been identified to validate that the requirements previously defined will be met.
Moreover, each interaction that will occur between different components of the same tool or
between different tools is also described in order to make sure that all the required interfaces
will be adequately developed.

2.2 STRUCTURE OF THE DOCUMENT

This document consists of six chapters, including Chapters 1and 2 for the introduction
to the deliverable, chapter 5 for the conclusions drawn during its writing and chapter 6 for
the consulted references. The core of deliverable D6.1 is provided in chapters 3 and especially
chapter 4. Chapter 3 acts as a prelude to chapter 4, where the background is described with
the existing technologies already available for each tool in the product and the innovation
broughtby R?D?i A gé U eaehghEU ¢gCCukE: .IOdddition)thigspdioh gefers E
to the requirements and use cases defined in D2.1to have a clear correspondence for each
tool in the product.

11
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In chapter 4 the applications and their components are described in detail providing
information about the related features, the internal architecture, the inputs/outputs of data
exchanged and preliminary information about the User Int erface (Ul). The document is finally
closed by chapter 5 which recap the main findings on the WP6activities and the next steps in
the upcoming months.

12
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3.1 OVERVIEW OFHE PRODUCT

EPES are critical elements that impact the security of infrastructures and persons in
many ways. There is a strong correlation between EPES reliability and electrical equipment
maintenance, and system operators invest a lot of resources in it. With the adv ent of new
smart grid technologies, the rapid development of big data processes and machine learning
in the electricity industry has tremendously increased the number of commercial solutions
for maintenance applications and asset management. Today many soltions addressing
different aspects or technologies of the power system components are still available.

EMMA toolkit aims at advancing the state of the art of asset management and
maintenance, mainly by making use of the increasing amount of data availabl e from the field
devices and control systems. This toolkit is conceived to fulfil interoperability features while
adopting a data-driven approach to combine big data management and machine learning
analytics, considering not only state - of-the-art framework s, like Tensorflow [3] but also
innovative solutions like transformer neural networks.

The EMMA toolkit is composed of a set of independent tools that focus on different
elements and dimensions of EPES maintenance and security. EMMA can be considered asa
framework of loosely coupled tools, even though some interactions among tools are
described In the relevant sections. Each tool can be mapped to a specific task of the work
package according to this structure:

1 T6.1Equipment inspection through autonomous image acquisition
Goal: Automatic recognition of potential degrada tion, damages and failures of the
assets (selected elements, equipment and devices at pilot sites) through multi -
spectral image acquisition via UAV and fixed cameras.
Benefit: Early detection of potential threats that may cause shortage - predictive
maintenance
Tods:
o EMMAARGOS
o EMMA SURVEILLANCE
1 T6.20ptimal Asset Management
Goal: Provide TSO and DSO with &ool that improve s the reliability of the equipment ,
and the resilience of the overall system .
Benefit: Early detection of potential threats that may cause a shortage or economic
loss - predictive maintenance.
Tods:
o EMMADYML
o EMMAETER
1 T6.3Resource management in case of critical events
Goal: Support the network operator to properly undertake the necessary actions to
maintain the electrical system, considering not only the optimization of the common
daily scheduled maintenance tasks but also tasks associated with the restoration of
the grid after extreme event s (weather, sabotage, cyber- attacks, accidents, etc.).
Benefit: optimized scheduling of the workforce to perform the required maintenance
tasks in the best possible way.

13




=]

D6.1* Design of the enhanced maintenance and asset management toolkit

Tods:
o EMMAGIMAN

1 T6.4maintenance coordination and planning
Goal Tools developed in T6.4 will focus primarily on delivering advanced solutions
JeUA ig TCyUE ¢gC Al éiUiiAc¢ ¢zf+ E AUUOE
planned maintenance.
Benefit: The main benefit from the adoption of the tool - suite developed in this task is
to cover the needs of the larger preventive maintenance framework, by automatizing
manually done processes, which will result in having more efficient business
processes
Tods:

0 Outage planning optimization * OP tool

Automatic emissions level calculator * PQH. tool

Cost-sharing of RA with cross - border impact * RACS tool

Automation of transient stability calculations * TSC tool

Outage coordination and automated creation of topology files for individual

network models * TTA tool

DLR integration with IGM and SCADA/EMS* DLR tool

O O OO

(@]

3.2 STATE OF THE ART

This chapter describes the state of the art of the different tools to be developed in WP6. The
AUijg EUT gi CA 1 A(®.a.D éstablistes the staBityfpdindaf the development for

each tool, that is the Business-as-Usual (BAU) scenario. In some cases, involved partners
will not start their development from scratch, but they start from previous knowledge
acquired. As a matter of fact, t his experience can be an existing service or product or even
technical knowledge or skill in a specific field. References are included to give evidence of
the existing knowledge through a website, a scient ific paper or an R&D public project. Also,
indications of the actual relevance at the industrial or scientific level o f the considered tool
are provided. In subsection 3.2.2 the actual innovations to be provided through WP6
development are described in order to provide effective contribution for each task and tool

by partners in R2D2

3.2.1 Background

Regarding the activities included in Task 6.1 these will be geared toward the development of
a software tool for the inspection of power grid components and assets through the use of
images acquired from drones. This area represents an important area for the development
of new applications in the ele ctrical industry as it allows the entire infrastructure to be
analysed using automatic and self-learning methods that enable rapid assessment of the
operating conditions of the inspected elements. The relevance resides in the fact power
systems are critica | infrastructure and the service must be continuous and stable within the
given operational ranges. There could be natural (environment, weather, animals, vegetation,
etc.) or human (operational, ageing, etc.) threats that may affect the normal status and
operation of the network. These factors may have an impact on the mechanical (fatigue,
creeping, cracking) electrical (discharge, arcing, overheating) or chemical (corrosion,
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contamination) properties of all physical elements involved. The benefits are numerous and
allow for increasing the resilience and reliability of power systems, minimizing the time and
cost of maintenance activities and ensuring higher standards in the continuity of supply
service.

It is possible to find in the literature many example s of UAV and image analysis in power
systems [4], through different sensors (thermal. optical, lidar, vibration, etc .[5] [6]) and
focused on the several elements composing the system (tower, line, insulators,
transformers , etc. [7][8]). Consequently, many techniques have been proposed toanalyse and
treat the images and data acquired through UAVs.

ETRA is the leader of this task with some previous experience in UAV autonomous flight in
land surveillance and territory defence from past R&D national funded projects [9]. Figure 1
is a collage of some pictures taken during such projects, showing the virtual cockpit
developed and the devices used. Thanks to these previous activities ETRA is able to take
advantage of the knowledge for drone piloting, identifying and selecting the proper sensors
to equip to UAV, real-time data management, processes management (in case some pre-
processing, or analysis can be embedded in the drone), and image processing and analysis.
Apart from this generic knowledge, the tools in this task will be developed from scratch with
the aim of obtaining a brand-new product for the Company (see section 4.1 for technical
details of the tools) .

N SS% izsass 1356
Wi

804080 m 41254185 00.00m

Figure 1* Example of previous activities in research projects with drones , by the task leader

Moving to T6.2, thefirst part of the task deals with the optimal management of the assets.
In this task, critical assets in electric substation s will be considered, which means a special
focus will be put on the Power Transformer (PT), with the aim of understanding in real-time
the status of the health of such critical components of power systems. Taking advantage of
the big volumes of data generally acquired by SCADA and of the specific additional measures
such as the Dissolved Gas Analysis (DGA) this task will predict the status of the health of
PTs through customised Al models described in section 4.2. Once available, this tool will be
later integrated in to the so-called ETER [10] platform, a Distribution Management System
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(DMS) by ETRA I+Das a new functionality, to be developed from scratch. ETER is a-tool
designed to control, manage and monitor the grid, improving its flexibility, stability and
security, being particularly relevant in scenarios with high penetration of renewable energies.
ETER offers multiple capabilities in the field of improved grid observability and the use of Al
in decision making.! ETER takes advantage of the SCADA integrationto provide added value
services to system operators and microgrid manager s. This new functionality from T6.2 will
bring predictive maintenance cap abilities into asset management, and it will integrate real -
time alarms in case of critical conditions of the monitored asset , preventing incipient failures
and avoiding interruptions in power supply .

The development of the EMMA DYML will start from the knowledge acquired through the
H2020 Trinity project [11] coordinated by ETRA In this project among many SW tools for the
power system, ETRA developed a application to predict failures in wind turbine generators
through Electrical and temperature measurements, and log data. In EMMA-DYMLa similar
procedure will be applied to PTs, data input will come from a substation SCADA and an Al
model will be developed from scratch to be tailored for this very asset (see section 4.2.1 for
more details) .

The predictive maintenance in power system equipment is extensively described in the
literature, especially regarding PT. Most of the literature is mainly focused on HV and EHV oll
PTsdue to their critical role in the system, therefore adopting Dissolved Gas Analysis (DGA)
[12] [13] [14] Data-driven methodologies have been recently introduced in DGA as well, as
witnessed in [15]where a fuzzy logic approach is used to interpret the DGA results, or in [16]
where several statistical approaches are adopted in a joint methodology. Fuzzy logic is also
used in [17] where authors propose a technique to monitor the deformation of solid insulation
to early detect incipient faults. On the other hand, a metaheuristic algorithm is used in [18]
while a holistic machine learning solution is proposed in  [19] but always based on analysing
DGA results.

In the second part of the task, a common problem in electricity metering will be examined:
the Non-Technical Losses (NTL).NTLs are mainly due to fraud behaviours from customers
like smart metering tampering or illegal connections in the grid and may represent a
criticality in developed Countries as well [20]. There are plenty of techniques for trying to
detect technical losses [21] [22], some of them deal with power system analysis and
calculation (load flow calculation to compare the load profile in the edge nodes and compare
it with billing records.) while other s are mostly data - driven (applying big data techniques to
detect anomalies in demand profile patterns). Both methods have pros and cons, and it is not
possible a one-fit-all solution to such a complex problem.

As this problem is tightly bound to the meteri ng system, it is interesting for ETRA, as task
leader, to develop a tool to detect NTL to improve its smart metering platform. ETRA has
developed its own smart meter product [23], starting from the H2020 project NobelGrid [24].
Later on, the Company had the possibility to deploy this new product in several H2020
projects [25][26][27] to test the actual operational capabilities of the hardware. Bearing in
mind that ETRA has no prior experience in the development of tools for NTL detection, the
possibility of being able to equip the products currently in its portfolio of services with new
fraud - finding capabilities is of great interest to the comp any; since the NTL calculation needs
grids simulation and smart - meters profiles analysis (see section 4.2.2 for more details) it
can perfectly couple with two overmentioned product s: the DMS ETER which already provide
the load flow calculation capability) and the smart metering platform (which can provide the
load profiles). Figure 2 is presented a screenshot of ETER by ETRA, which can be enriched
with NTL can be enriched after R2D? with new functionalities from T6.2

16




=]

D6.1* Design of the enhanced maintenance and asset management toolkit

@ ETER ﬂ(’.u.\drodemnndo‘ RedMV ~

o
o™

o
s ¢

o

~ Legend

5 £ Reis,

&
2 o

Figure 2 Screenshot of the product ETER by ETRA

When it comes to T6.3 the focus is on how to organise and prioritize maintenance
interventions after certain conditions or events. To this end, the starting point for the task
leader is a platform (called GIMAN) to manage the resources (human and equipment) for
maintenance. In recent years the magnitude and recurrence of blackouts due to extreme
weather events are stressing power grids at a moment when climate policies are increasing
the role of electrification in transportation, heating, and industrial processes [28][29].
Moreover, the presence of distributed renewable sources at the distribution level imposes a
quicker recovery of the system even at medium and low voltage, to dispatch the energy
produced at the edge nodes of the system and enable full exploitation of renewables in critical
conditions (i.e. microgrids islanding in case of blackout, and providing flexibility to
transmission system [30][31]32]). These assumptions are included in the R?D? strategic
objectives, and, more specifically, T6.3 will be responsible to contribute a faster recovery of
the grid through the optimization of workforce and asset management. The functionalities
described in section 4.3.1will be developed from scratch but based on some internal skills of
the task leader. A tool was developed in the H2020 SYNERGY projecf33] to create a priority
list in transformer maintenance interventions but based only on electrical parameters and
out of any context of system recovery and blackouts due to the impact of extreme events. The
tool to be developed in T6.3 will be integrated into the GIMAN platform, a product by ETRA
aimed at providing a unigue solution for the global management of mainten ance for utilities.
The product is very mature and consolidated inthe T Cy & A podfeli& but it is more oriented
to other domain applications (public lighting, traffic, etc.) and it can be enriched with new
functionalities for distribution grids. This is the starting point for the development of
optimization of maintenance resources in T6.3 andthe functionality and the tools to enrich
GIMAN are reported in section 4.3.1In Figure 3 a couple of screenshots of GIMAN are shown,
where on the right is visible a georeferenced map to visualise work -teams~ AEEUg E
storages etc., while on the left there is an inventory management. More information about the
technical specification s of GIMAN is included in section 4.3.1.
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Figure 3* Two screenshots of the product GIMAN by ETRA

EMMA product will be enriched by T6.4 through a set of six modular components. The
background narrative for those six tools is described below.

1 OP Tool Outage planning is one of the most important tasks in the field of operational
planning. This type of planning takes place at several time intervals, such as yearly,
quarterly, monthly, and weekly.

Due to its importance, there are several documents that regulate this area, primarily
EU regulation on System Operation Guidelines (SOGL). This document foresees that
TSOs coordinate outage planning at the national level (which includes cooperation
with DSOs, producers and other significant grid users), while RCCs coordinate outage
planning at the regional level, with the active involvement of TSOs.

When planning outages, empirical criteria can be used to prevent problems in the
network, but a more advanced way is to use seasonal network models that can be
used to numerically analyse whether a planned outage violates the system's safe
operation criteria.

The idea for this tool was inspired by the possibility of using network m odels in this
business process.

i PQEL Tool Emission levels refer to certain aspects of power quality such as
harmonics, flickers and asymmetries. System operators are obliged to keep these
power quality distortions at a level in accordance with relevant in ternational
standards.

In order for this to be possible, the system operator must determine the permissible
emission levels of harmonics, flicker and asymmetry for each grid user. This is usually
done in the process of connecting the object to the system. After that, when the object
goes into operation, the system operator measures the power quality at the
connection point for each of the mentioned phenomena.
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Relevant international standards recommend a methodology for determining
emission levels. However, the implementation of this methodology is complex,
requiring expert knowledge or specially designed software.

As an alternative, it is possible to use pre -set values of emission values, regardless
of the connection point, which are the same for al | users of the network (or at least
the same according to the type of user). Although it can be said that this approach has
advantages, it also has significant disadvantages, so in professional circles , it is
considered that it is better to use the methodo logy from the international standard.
RACS Tool During the coordinated regional capacity calculation and when checking
the security of system operation at the regional level, it is necessary for the involved
TSOs to determine remedial actions with cross - border impact.

The purpose of this proceeding is to ensure security at the regional level, but also to
minimize the total costs of remedial actions that should be borne by the involved TSOs.
Since one remedial action also affects elements of the neighbouri ng network, the
European regulation foresees the creation of special mechanisms for cost -sharing
between TSOs.

In order to achieve this, very simple rules can be determined. For example, the TSO in
whose control area the remedial action is activated is obl iged to bear the costs - this
is also the default mechanism that applies if there is no specially agreed mechanism
between TSOs. Another simple mechanism is that the remedial action is paid for by
the TSO that requested it.

However, such mechanisms do not reflect the real responsibility of TSOs to remove
congestion in the network through remedial actions. Also, remedial actions are
expensive, and if there is no fair methodology, it can lead the TSO to avoid the
application of remedial actions as much as possible, which is not good for the security
of system operation.

TSC ToolThe European network is well - meshed and interconnected, which minimizes
potential problems with stability. Therefore, as a rule, stability is studied o n off-line
applications and periodically, on an annual or seasonal level.

One of the forms of stability that are analysed is the transient stability of the rotor
angle when failures occur. In these analyses, the critical failure time for which the
failure must be isolated is calculated. These values are then compared for settings on
the grid elements. Also, these calculations refer to synchronous generators.

But lately, due to the sudden integration of RES, there are significant changes in the
system that threaten the transient stability. Wind farms and solar farms are not
synchronously connected to the grid and also contribute to fault currents many times
less than conventional generators.

Therefore, in the future, it can be expected that transient stabilit y testing will be a daily
activity as part of the operational planning of the system. Again, this is only possible
if this calculation is fully automated.

TTA Tool Individual grid models are the basis of the procedures that ensure the
operational security of the system. By merging them, a common grid model is created,
which is used for contingency analysis and calculation of cross -zonal capacities.
Individual network models are created by merging files representing grid parameters,
production, consumption, cross-border exchange and topology.

The topology file contains information about the statuses of switches and
disconnectors on network elements. It is common for a system to have a default
topology that is determined based on average operating conditions.
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Topology changes occur as a result of disturbances in the network, planned outages
due to maintenance work on network elements and remedial actions to achieve
system security. The largest number of topological changes refers to planned works
in the networ k.

These topology changes can be entered manually based on the outage/maintenance
plan. A better way would be to automatically create a topology file based on the output
files provided by the outage planning software.

1 DLR Tool Dynamic line rating is a tec hnology that has been used more and more
lately. It enables the real transmission capacity of lines to be determined in real -time,
and some technological solutions also enable short -term prediction of transmission
capacity. This technology is mainly used based on the measurement of conductor
temperature and meteorological conditions.

However, independent use of this technology without integration with the business
environment limits its effective use. The characteristic of the transmission system is
that the network is highly meshed and that in order to ensure the safety of the system,
it is necessary to carry out complex calculations on network models.

These calculations are performed in two ways: 1) in operational planning through
network models and 2) in real-time based on the estimation of the state of the network
and on the basis of measurements collected by the SCADA system.

Therefore, it is necessary to enter the transmission capacity calculated by DLR in the
network models for the respective tr ansmission lines and in the limits of the SCADA
system, in order to perform the security analyses in an appropriate manner.

3.2.2 Innovation to be provided

Following the technological and scientific background introduced in 3.2.1 this sub-section
describes the innovations to bring on top of the existing tools or products. At this stage,
technical details of the ¢ A E activifies have not been introduced yet, and it is possible to find
them in the next chapter 4. For each task the innovation provided during the implementation
phase from M13 until M24is presented.

Task 6.1

The solution developed in this task will enable system operators and electric industries , in
general, to work as contractors in the O&M to improve their everyday processes. The adoption
of drones in power system inspection is well demonstrated in the literature [4][5][6][7][8].
even though most of the proposed solutions are focused on specific details or aspects. In
particular, the focus is on how to analyse specific signals or data acquired by sensors and
cameras, or on how to predict faults. Nevertheless, even though the technology is already
available many TSOs and DSOs still rely on traditional means (visual inspections and
helicopters), for many reasons, as flight range, sensors integration, deep and precise
knowledge of the asset to survey, commercial maturity of t he service, data integration and
interoperability. The solution proposed in T6.1 willbe based on an HW- agnostic platform, and
a ready-to-go application easily adaptable to any power system assets present in the demo
case, and there is no need to pre-upload any information in advance. It means that, for
example, in case of PV site inspection (but it is the same for a power line) , EMMA ARGOS is
able to detect and recognise autonomously the panels and register a new asset with the
identification and position of each panel, without any preliminary information uploaded
(project design, diagrams, drawings, etc.) .
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Additional manual steps are usually required in existing solutions to complete the process.
Moreover, it can also work as an offline platform , which means the capture of images can be
a different activity from the image analysis in Argos. Urtil the technical requirements are met

(flight and camera specifications) this peculiarity basically brings the drone-agnostic
property to the solution. Finally, in overhead lines inspection, many solutions available today
focus on one specific aspect (flying mission, sensing, visual data, data uploading, data
processing, etc.) and UAVs are usually equipped with one or two types of cameras (optical,
or Lidar, or infrared) to inspect specific problems . Argos integrates images acquired from the
three of them in a combined way, to give the operator the highest consciousness of what is

going on. It will be a fully autonomous end -to-UAO ECu h g i C Ao-E C& Gagidh,OE C A|L

able to deliver accurate and frequent insight from the field.

The main advantage of using EMMA Argosin power system O&M can be summarised:
Reduce Costs of inspections

Alleviate Safety Concerns

Maximize Limited Human Resources with Drone Integration

Improve the continuity of service

Increasing the Frequency of Power Line Inspections, esp ecially after severe weather
events

Minimize downtime and failure s

Speed up the recovery of the system

Improve the overall reliability and resiliency of EPES

Prevent the need for (costly) corrective maintenance

E R I ]

E

Task 6.2

Both TSOs and DSOs still relyheavily on preventative and corrective maintenance procedures
today. The activities outlined in the related technical documentation of the assets (which
includes suggestions for the scheduling of modifications) and those prompted by the actual
occurrence of damages still control maintenance operations. This approach is primarily
driven by a lack of data, particularly when considering distribution networks. In fact, only the
most important assets typically have the required sensors and remote -metering system s in
place, and the measurements needed to determine the equipment's health status are typically
taken manually by skilled maintenance personnel. Preventive maintenance is frequently
performed on critical assets of the network (reclosers, disconnectors, vo Itage regulators,
etc.), regardless of the occurrence of anomalies or damage to the equipment's components,
based on a number of variables, including (i) the manufacturer's instructions; (ii) available
equipment experience (e.g., fault history); (iii) the number of operations; (iv) strain conditions
(e.g., heavy loads); (v) technologcal aspects, vi) peculiarities of the asset ( critical node,
uninterruptible load, etc.) y and According to national guidelines or standards, the remaining
connection and protection components should be preventively maintained at regular periods.
Preventive maintenance reduces the likelihood of damage occurring and the effects of any
irregularities.

Repairing or replacing these components is the inspection's goal in order t o stop damage and
the ensuing disruptions. The networks are typically inspected annually, and based on the
findings of the inspection, the necessary maintenance or interventions are carried out to
repair any damages or anomalies discovered.

Parallel to th e aforementioned, Predictive Maintenance (PM) is being pushed for in worldwide
practices. With the use of new digital technologies primarily based on Artificial Intelligence
(Al), asset maintenance strategies are currently shifting from being mostly condit ion-based
to a predictive-based approach, with practical applications in numerous electrical
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components and grid sections [34]. Advancedanalytics may assist TSO and DSO by employing
real-time data and predictive algorithms to prevent asset failures, optimize resources for
essential assets, eliminate unnecessary maintenance work or early equipment
replacements, and enhance internal skills a nd expertise. These advantages can be brought
by EMMADYML, a tool for system operator s which can be integrated into DMS or OMS

The novelty brought by this tool resides in its peculiar design conceived to integrate
heterogeneous functionalities with diffe rent techniques. In principle, the proposed application
implements different features that target the maintenance -responsible operators of DSOs
and TSOs, to provide different models that optimize maintenance management by enriching
the available data with the results of several analytics and forecasts.

EMMA DYML will be a forthcoming software platform for predictive maintenance in
substations, leveraging cutting - edge techniques in both diagnostic and prognostic predictive
maintenance. Unlike conventional practices, this platform will employ innovative approaches,
utilizing state - of-the-art Al models. In real-time, diagnostic predictive maintenance will
forecast the immediate state of transformers, while prognostic predictive maintenanc e will
provide a real-time probability of potential future failures within a defined time frame.
Notably, this platform will go beyond traditional methods by incorporating vital data from
transformer gas analysis (DGA), enriching the predictive models with comprehensive
historical and analytical insights for unparalleled accuracy and reliability .

Task6.3

The unpredictable increase in demand for electricity has made it challenging to plan and
maintain any electrical system at the transmission or distribution level. Population growth,
migration, and exceptional weather events place the electrical infrastructure under
increasing stress each year, reducing its performance and shortening its life expectancy. In
addition, these factors contribute to re duced continuity of service, requiring operators to
invest more and more resources in maintenance. In critical situations or after severe natural
events, it can happen that resources allocated to maintenance are insufficient or overloaded,
lengthening the time to repair damaged elements and reactivate service. As a result, the
overall resilience of the system is red uced. It is generally assumed [35] that power sector
resilience does not only mean strengthening its ability to anticipate and absorb shocks but
also improving its ability to recover from the effects of a hazardous event quick ly and
efficiently . To achieve this T6.3 will develop atool to optimize the workforce a ctivities and
speed up the process of asset recovery. In case a critical atmospheric event impacts the
system, it is expected that many nodes and branches may be affected.

Depending on the size of the outage, operators are faced with the problem of having to reach
several even distant sites in order to repair different lines and stations. In cases such as
these many times, there is a tendency to act sequentially w ith the goal of minimizing travel
time and not having to move back and forth across the territory. T his can be generally
reconducted as a typical Travelling Salesman Problem (TSP)[36] (see section 4.3.1 for more
details). TSP generally considers only the minimization of the distances, while priori tising
maintenance interventions should include also more variables lie: the cost, and the
customers with priority of supply (i.e. hospitals, etc.). Therefore, the main innovations from
T6.3 will derive from the integration in  GIMAN of the new T6.3tool for the optimal routing of
the operators t aking into account not only the geographical distance of the assets but also
other relevant parameters mentioned before.

Task 6.4
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The innovation provided by each one of the six tools to be developed in this task is hereby
reported:

1 OP Tool The innovation this tool offers is reflected in the automation of the process
that is currently carried out manually, based on the experience of personnel
participating in the outage planning.

The automation itself will be done by communicating with the power flow software,
which will check on the appropriate seasonal models whether the operational safety
of the network is met for the set of selected outages .

It will provide the means for TSO and RCC personnel to quickly analyse some special
cases of the outage combinations, while when it comes to the visualization it will
significantly improve the business process, automating the procedure of generating
outage planning Gantt charts.

1 PQEL Tool The automation provided by PQEL Tool enables the introduction of the

methodology for the calculation of the emission levels of flicker, asymmetry and
higher harmonics, which is foreseen by the relevant international st andards.
One more thing should be emphasized here. The methodology is very complex and its
manual application requires a top expert in this field, which many TSOs do not have at
their disposal. However, with this software, this business process can be pe rformed
by any electrical engineer with minimal additional training.

1 RACS Tool The innovation of this tool is reflected in the cost -sharing methodology
itself which has not been applied so far. This methodology primarily refers to remedial
actions that ar e determined during operational planning in the day ahead or in the
intraday process.

The idea of this methodology is to share the responsibility of TSOs in determining
remedial actions based on their real responsibility, as well as to bring the cost -
sharing mechanism closer to the mechanism by which remedial actions are
optimized.

It can be said that the methodology has two levels. The first is technical and refers to
the determination of triplets: remedial action, contingency, and element with
constraint. Each member of this triplet belongs to one TSO, and in the case of an
interconnector, there are two TSOs.

The second part of the methodology is the subject of agreement between TSOs on how
the costs should be shared between the TSOs to which the elements of these triplets
belong. While the first part is technical and based on PTDF/OTDF matrices and other
calculation results, the second is contractual. However, both levels allow fair
distribution and socialization of costs.

 TSC Toal This is another tool whose primary purpose is the automation of the
business process and is reflected in the creation of a script that automates the
calculation of the critical fault -clearing time for specified buses of the transmission
system (power grid).

It has already been explained that currently calculations of transient stability are

carried out periodically, but with the increase of RES integration, conditions may arise
that will require the inclusion of these calculations in  the regular operational planning
portfolio (which should also include activities in the day ahead and possibly intraday
time horizon).

This may be especially true for TSOs operating in smaller synchronous areas, where
changes in key quantities are faster.
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I TTA Tool The innovation consists of the automatic uploading of the planned topology
in the transmission grid for the purpose of the IGM creation process, which was
previously defined in the outage planning process.

This tool is more significant for other reasons - it reduces the costs of business
processes because a lot of time is saved on the manual preparation of the topology

file, and besides, it is expected that the accuracy of the topology in individual network

models will increase significantly (there are KPIs that monitor the process o f creating
network models that show the biggest errors are related to the topology).

1 DLR Tool With this tool, one cannot speak of a high innovation, which refers to the

idea of integrating the DLR system with individual network models and the SCADA
system, in the concrete business environment of the Serbian pilot site.
On the other hand, the effects of this tool can be extremely large, especially when the
planned level of RES integration is reached. In this way, additional transmission
capacity can be provided for RES producers (the DLR will be installed in regions with
high RES production), which will contribute to more secure operation of the system,
reduction of costs of remedial actions and, of course, reduction of pollution.

3.3 RELEVANT USE CASEANDACTORS

The different components and functionalities composing EMMA products have
previously been conceived in relation to the UCs described in Deliverable 2.1[1} In this
deliverable, all UCs have been defined in their first version (the final version is planned to be
delivered in D2.3 in M16)considering the different tools present i n the four products, and the
needs and characteristics of the pilot sites © h AOUE ¢géU yAi A &EAyUWCE-
goal. Table2resumesthe € EC 6 UT g+ E WP6 t&ols Hré éiriployed.

Table2* WP6 Use Cases and related actors

D |Tile | ToolTask

Improvement in overhead power

lines inspection and EMMA ARGOS, UAYV inspection operator,

maintenance using IA applied to SR EOR T UAV, System Operator

UAV- captured images and data

Substation component status of

health calculation based on

ucoz2 SCADA measurements and DGA EMMA DYMUT6.2 EMMA DYML, SCADA, System Operator
data
Malfunctioning detection of PV

uco3 panels through autonomous UAV

image acquisition

Detection of non-technical

losses through SCADA and AMI EMMA ETERAdvanced metering

data, from a selected portion of EMMA ETERTS.2 infrastructure, SCADA, System Operator

the distribution grid

Automated ranking intervention

of assets and optimal scheduling

uCo5 (including routing) of
intervention workforce to
perform maintenance task

uco1

EMMA ARGOS EMMA ARGOS, DSO, Thermal camera,
T6.1 Inspection Robot, Inspection operator

uco4

EMMA GIMAN

T6.3 EMMA GIMAN, System Operator
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Substation components

degradation detection by EMMA EMMA ARGOS, DSO, Thermal camera,
U6 o . SURVEILLANCH . ;
analysing images (conventional T61 Inspection Robot, Inspection operator

& thermal)
TSO, Outageplanning participant
(Distributor, Producer), EMMA Outage
uQos8 QOutage planning optimization EMMAOP T6.4 Planning Optimization tool, EMMA
communication platform, Outage planning
server, Grid Model server
TSO/DSO, EPES representative, TSO, Grid
Model Server, Power Quality Server,
EMMA Power Quality Emission Levels
(PQEL) Application
TSO, RSS, EMMA RA cossharing

Automation of calculation of
Uuco9 emission levels of electricity EMMA PQEL/T64
quality parameters

Cost- sharing of remedial actions

UC13 . . EMMA RACS/T6.4  software, EMMA communication platform,

with cross - border impact o

Power flow software, Electronic Highway

Automation of transient stability EMMA Transient Stability Calculations
ucla calculations EMMATSTTE.4 (TSC) Script, TSO

Outage coordination and

automated creation of topology TSO, EMMA Topology Transfer Application
ey files for Individual Network EAS LTS (TTA), Server, Outage planning application

Models

Physical security enhancement

in core network components EMMA ARGOS, Surveillance cameras,
ueo (Primary HV/MV Substations and EMMA ARGOH6.1 Sensor devices, SCADA/DMS

Secondary MV/LV substations)
UC3l DLR integration with IGMs and EMMA DLR/T6.4 TSO, EMMA DLR Application, DLR Server,

SCADA/EMS SCADA/EMS, IGM server

Similarly to the UCs in T2.1, in T2.2he requirements have been defined for all products.
The full list of the first version of the requirements is included in D2.1, while the final version
of the requirements will be available in D2. 3 after the productE+ O Ulk Tabld 3 the
requirements associated with EMMA have been reported

NOTE:after SW design activities described in this deliverable, requirements can
be changed or updated. Ing ¢ U M2 T CuhyA Ceae gAl GU v ¢

geAg éAr U 1 UUA heOAgUO T CyeAEUO WDige |

introduced in this deliverable .

Table 3* WP6 requirements

o Jmie | ToolTask

EMM_002 Maintenance UA\s shall fl y in manual or autonomous T6.1

EMM_003 the recorded flight path of the AUV shall be presented o n a T6.1
map '

EMM_004 EMMA GUI shall feature a credential validation screen allowing T6.13
open-id ’

EMM_005 To have access to ahistorical dataset of substations
measurements (mainly P, Q,V,I)

EMM_006 To receive Real Time measurements (or simulated Real - Time
data) from substations (mainly P,Q,V,I)

T6.2

T6.2
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EMM_007

EMM_008

EMM_00X*
EMM_OXX*
EMM_OXX*
EMM_009
EMM_010
EMM_011

EMM_012

EMM_013

EMM_014

EMM_015

EMM_016

EMM_017

EMM_018

EMM_019
EMM_020
EMM_021

EMM_022
EMM_023
EMM_024

EMM_025
EMM_026

EMM_027

EMM_028

EMM_029
EMM_030

if abnormal ly high temperatures are captured by UV camera
pointing to a transformer an alarm shall be sent in MQTT
protocol

To have access to the historical dataset of the photovoltaic
euUAAgr E AUE i -BUGmeters Angd PDEnetdrgfrom a
drone.

To have access to videos and images of the high-voltage
towers and lines of the substation using thermal cameras.

To have access to the point cloud representing the corridor of
the high-voltage line of the substation.

Drones must have RTK hardware to ensure centimetric - level
accuracy of the location.

(OPC tool) Collection of outage plans from stakeholders (TSOs,
RCCs, PES users)

EMMA ARGOS component musfeature a web application for
upload images and videos

EMMA ARGOS component shall trigger the image processing
task upon reception of new data

EMMA ARGOS image processing component shall trigger
events and sent to EMMA component when the images
analysed contain problems according to the ML models
EMMA shall receive periodically a selected set of SCADA
signals for grid assets and substations

EMMA ARGOS component shall identify when newimages or
videos have been uploaded and then trigger the image
processing process

EMMA shall feature a web interface to present the
maintenance results and KPIS

EMMA signals processing component shall trigger events and
store re levant data when the analysis of the signals indicates
about problems according to the ML models

EMMA signal processing component ML models must support
identifying active and future problems in the substation assets
EMMA ARGOSmage processing component ML models must
support identifying active and future problems in the
substation assets and overhead lines

EMMA component shall generate a ranked list of interventions
prioritized according to its criticality

EMMA GIMAN component shall schedule the workforce duties
according to the information received from EMMA

EMMA GIMANcomponent shall generate workforce activities
routing to cary out the duties in the most optimal way

Pilot site must deploy metering devices.

Pilot sites must identify critical nodes of the grid

Grid operator must configure in EMMA GIMAN the details of
personnel involved in incident management.
Maintenance UAV could be controlled in remote

EMMA ARGOS ML models should identify problems linked to
the presence of forest near th e overhead lines according to the
images

EMMA ARGOS ML models should identify physical (structural
or mechanical) problems on tower/poles, conductors and
insulators based on the images

EMMA ARGOS ML models should identify electical problems
on the conductors and insulators based on the images

EMMA DYML component shall import data from DGA analysis

EMMA DYML component shall support OPCUA protocol to
gather SCADA measurements

D6.1* Design of the enhanced maintenance and asset management toolkit

T6.2

T61

T6.1
T6.1
T6.1
T6.2
T6.1

T61

T61

T62

T61

T63

T62

T62

T61

T63
T63

T63

T62
62313

T63
T61

T61

T61

T61
T62
T62
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EMM_031
EMM_032

EMM_033

EMM_034
EMM_035
EMM_036

EMM_037

EMM 038
EMM_039

EMM_040

EMM_041
EMM_042
EMM_044

EMM_045*

EMM_045*

EMM_046*

EMM_047*

EMM_048*

EMM_049*

EMM_0506*

EMM_05%*

D6.1* Design of the enhanced maintenance and asset management toolkit

EMMAETER shall be able to import grid topology in CIM format  T62
EMMA ETER component shall import historical substation

T62

feeder data
EMMA ETER component shall be able to identify abnormal or

o . . T62
suspicious behaviours of supply points based on data
EMMA GIMAN component should feature a web GUI T63
EMMA ETER component should feature a web GUI T62
EMMA must contain a communication platform to provide the
following services: 1) All participants can upload and download Tea

files 2) files are kept for a certain period of time 3) A
conference call can be started

EMMA shall contain a tool to calculate the cost sharing related
to remedial actions with cross -border impact between the T64
TSOs involved

EMMA product must contain outage planning optimization tool

(EMMA OP) T63-4
EMMA product must contain an application to transfer topology T62-4
file

EMMA product must contain dedicated script created in
DIgSILENTenvironment (DIgSILENT Programming Language) T64
to perform calculations related to transient stability.
EMMA product must contain application to perform

calculations related to power quality L,
EMMA product must contain an application to transfer Dynamic Tea
Line Rating limits into IGMs and SCADA/EMS system ’
Surveillance equipment installed in HV/MV substation must Te1
provide 24h live streaming image to EMMA ARGOS

The drone collecting the data must fly in a straight line

between two adjacent towers to ensure accurate data T6.1

collection.

Technicians overseeing the data collection must have access
to the GPS location of the towers to guarantee the straight -line  T6.1
flight path, especially in t he case of unmanned flights

The LIDAR system must possess sufficient precision to detect

cables with adequate resolution, facilitating accurate T6.1
representation and analysis

The LIDAR must have the capability to penetrate vegetation and

store signal intensity data, enabling easy differentiation of lush T6.1
vegetation from other elements.

The drone flight must provide precise information on the GPS
location of detected points, leveraging the Inertial

Measurement Unit (IMU) and employing Real Time Kinematic 6.1
(RTK) flight when possible, to enhance accuracy

The technician should be capable of supplying detailed

technical information about the inspected line, including the

minimum and maximum height of the cables, the safety area to T6.1

be maintained around the vegetation, and specific

characteristics of the cables, which might vary between

different installations.

To maximize the clarity of the solution, it is recommended to

use a LIDAR system equipped with an integrated RGB camera.

This addition facilitates subsequent evaluation and analysis of T6.1
the results, offering a more comprehensive view of the

surveyed area

Implementing advanced obstacle detection systems in the

drone to prevent collisions with unforeseen obstacles during T6.1
the flight, ensuring smooth data collection.
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EMM_05%1* The ability for the drone to adjust its flight altitude dynamically

based on the topographical variations of the surveyed area, T6.1
potentially enhancing the accuracy of the collected data
GEN_001 All products GUIs should present results in English language T615

GEN_002 EMMA should consider the legislative constraints regarding

the limited presence of drones near critical infrastructure TeL4
GEN_004 Bidirectional communication between DSO and involved energy
stakeholders is established. Supported protocols mainly T62,4
MQTTAMOQP (via RabbitMQ broker)
GEN_005 Adequate measuring equipment is installed for proper
o ; T64
monitoring of the grid
GEN_006 Historical data from smart meters, sensors, metering
- 3 : T62
devices etc. should be available.
GEN_007 Metering data by all involved metering devices (AMI, SCADA,
. T62
storage systems, etc.) should be anonymised
GEN_008 The tools developed should be compatible with different T6%4
operating systems (Windows, Linux, MacOS, etc.).
GEN_009 Server/virtual machine technical requirements for tools TeLa
support must be known as soon as possible.
GEN_010 R2D2 will represent alerts from different products T61-4

GEN_011 A communication channel between DSO- TSO must be existent T64

28




=]

D6.1* Design of the enhanced maintenance and asset management toolkit

EMMA product is intended to support system operators (both TSOs and DSOs) and
Regional Coordination Centres (RCC)in their daily activities related to the processes to
prevent and/or take action after outages, failures, black outs and faults. In a nutshell, the
product will be helpful to improve the reliability of the system, through the improvement of
maintenance, planning the interventions under complex scenarios of outages, and being able
to implement the optimal remedial actions after an (planned or happened) event. Through the
adoption of EMMA g é U & E C Oh baabl&to imfrdvetiieir EMareness and response
before and after a critical event happens, contributing in this way to the enhancement of the
EJ E g Wegilietey.

The next diagram (Figure 4) provides an overall picture of how the different actors and
systems in the smart grid are related to the different tools descr ibed in this deliverable,
always aiming at enhancing the maintenance of the grid assets and the coordination and
planning among actors to better managing the grid.

EMMADLR - EMS
. %)
‘ < > Smart
EMMAETER Fii'* mrg{aer
| — assets

AMI EMMA PQEL

e SCADA e
- i > <« |
L EmmaDyML 'y ‘
I Y

*‘ _ e —_—
EMMA GIMAN ‘1— I
EMMA -‘—\;.\; Communication, Pt
SURVEILLANCE J platform

?i;irls Smart grid
=5 assets EMMA OP
remote T Y
) -
— EMMA RASC
Drone l I PV field -

with cameras I I assets

EMMATSC

— EMMATTA

Figure 4 - high-level structure of the EMMA product

The blue boxes correspond to the tools to be developed within R2D? They link to different
types of stakeholders, assets, and systems.

The tools more oriented to the enhanced asset maintenance are in the left - hand side,
being the EMMA GIMAN a tool that gahers inputs from the other maintenance components
and adapits it to for being presented in a uniformed way to the grid maintenance operator. The
different maintenance components are specialized in a given dimension of the monitoring:
images from drones, sec urity cameras, SCADA systems or smart metering systems (AMI).

29




=]

D6.1* Design of the enhanced maintenance and asset management toolkit

On the right- hand side, the tools more oriented to the resilience in the system operation
by enhancing the cooperation among actors are presented. This cooperation is enhanced
from different per spectives: coordination of outages, cost sharing, topology models
exchange, DLR integration in the topology models, etc.

All these tools are described in the next sub-sections.

4.1 TASK 6.1- EQUIPMENT INSPECTION THROUGH AUTONOMOUS
IMAGE ACQUISITION

4.1.1 Tool ¥ EMMA ARGOS ool

The tool embodies a comprehensive platform strategically engineered to envelop a
diverse array of inspection modalities, exemplified by PV Inspections, Power Line Inspections,
and beyond. Leveraging cutting-edge artificial intelligence meth odologies, it features the
automation of several visual algorithms in charge of the parsing and contextualization of data
acquired by (semi) autonomous vehicles through different types of sensors (RGB images,
thermal images, Lidar, etc. These algorithms are specialized in the identification and
categorization of a pre-defined set of anomalies.

The main goal of the tool is to assist in the predictive maintenance of the field assets.
This type of maintenance aims at detecting hidden failur es and ageing conditions, avoiding
unnecessary time - based inspections and optimizing the allocation of human resources. This
is achieved through the orchestration of advanced automation procedures, that simplif y the
inspection-related tasks and can be combined with the maintenance duties linked to the
human expertise. The main goal is to generate an inspection platform with a full -fledged set
of automation tasks, that supports the image -assisted inspection procedures in different
domains, advancing beyond the state- of- the- art in the technologies offered. The ambition for
the tool is to become a commercial product competing in the market by taking advantage of
the innovations developed.

4.1.1.1 Internal Architecture

EMMA ARGOS is designed as a configurable tool withdifferent sections, each one
specialized in a given type of inspection of a specific domain. The initial domains considered
in R?D? are Line inspection for vegetation detection, line inspection for electrical failure
detection, electrical tower inspection and photovoltaic plant inspection .

4.1.1.1.1 Line inspectioffor vegetationdetection

The main goal of this section is to identify forest or vegetation whose proximity to the
power lines might imply some danger: could produce structural damage in the power lines,
trigger fires in the forests, hurt persons, etc. The visual inspection for this purpose has two
main problems: 1)The power lines path could go through locations that are hard to follow by
car or even walking (mountains, rivers, etc.), and 2) The power lines could be very long and
require quite a lot of time to inspect. A semi -automatic process is proposed here that uses
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UAWS to fly through the path of the power lines and evaluate the vegetation -associated risk
based on the data captured.

The tool requires as input LIDAR datacaptured by the UAV, which encapsulates detailed
geographical and topographical information. This data will be processed through a series of
computational models that will identify various critica | components such as power lines,
towers, and surrounding vegetation, assisting in the pinpointing of potential invasion of
overgrown vegetation.

The pipeline designed to process the LIDAR data will impose certain prerequisites
regarding data collection methods and source data quality to appropriately automate and
streamline the computational demands of the platform. This approach will enable faster
inspection and precise detection, fostering seamless integ ration within the overarching
architecture of the platform. Finally, the solution will present the information in a visually
clear manner, letting users easily identify the incidents in the data presented.

The process begins with the collection of LIDAR data using UAV flights. The data
acquisition phase is critical, requiring adherence to both mandatory and optional
prerequisites (described in section 3.3-Relevant Use Cases and Actors) to ensure accurate
and efficient data gathering and minimise the need for additional inspection that might involve
extra cost. These prerequisites pertain to the drone's flight path, the role of the technician,
the precision of the LIDAR system, and the capabilities of the drone and LIDAR system to
discern and document intricate details of the surveyed area.

To create, visualize and process the inspections, the following figure depicts the
different components to be developed and how they communicate. Below that, there is a
definition of each of these components and their corresponding functionalities.

EMMA ARGOS Platform )

Data. E | 5|  CableandPylon E |5 Vegetation E ,,,,,,,,,,,,,,,,, )
Camponent Detection Companent Detection Companent

PL Inspector

User Interface | | : Detected Object
2l 3 3 | et ll

Component

Maintenance Tecnician

Figure 5 - Components of the power line inspection tool

The different components shown above, are described based on their task and their
relevance to the overall pipeline:
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1 Data Preprocessing Component: This initial component handles the segregation and
filtratio n of the incoming data. It employs specific algorithms to segment and filter the
data, removing unnecessary data points based on predetermined height thresholds
and focusing on the areas surrounding the towers.

1 Cable and Pylon Detection Component Following preprocessing, this component
identifies potential power lines connecting the towers using the Hough Transform
algorithm. The catenary curve model is then applied to validate the genuine cables,
distinguishing them from other linear structures nearby.

1 Vegetation Detection Component: Here, the focus shifts to identifying potential
vegetation encroachments. It employs 3D modelling techniques to craft detailed
representations of the cables and the exclusion zones surrounding them, pinpointing
any vegetation elements that might infringe upon the predefined safety areas.

1 Detected Object Visualization Component: This component operates in the latter
stages of the pipeline, focusing its efforts on the areas directly beneath the power
lines or within the projected shadow of the exclusion zone. Its primary function is to
facilitate the visualization of elements identified within the point cloud data, mainly
vegetation, that are found within the delineated area. Leveraging 3D modelling
techniques, it generates detail ed representations of these elements using the points
involved, whether in the form of geometric shapes or a more faithful reconstruction
of the object. This component plays a vital role in enabling a comprehensive view of
potential risks and assisting in the formulation of informed and targeted intervention
strategies.

1 User Interface Component: This final component facilitates user interaction with the
tool, enabling the uploading of LIDAR data and showcasing the analysis results. It
provides a comprehensive view of the analysed area, highlighting potential risk zones
due to vegetation encroachments and allowing users to examine the 3D models
crafted during the analysis.

All the processed data and analysis results are stored in the EMMA ARGOSdatabase
(MongoDB), allowing integration with other components of the ARGOS system.

Within all th ese components, several techniques and processes will be used to enhance
the results obtained in different ways: to improve the accuracy, to generate better
visualizations or to simplify the computational complexity of the solution. Among them:

1 Hough Transform: This technique is utilized for the detection of linear structures in
the LIDAR data, primarily focusing on identifying cables between the towers. It f orms
the basis for delineating the cables in the initial stages of data processing.

1 Catenary Curve Modelling: A mathematical model employed to represent the natural
curve of the cables suspended between towers. This modelling is crucial in accurately
repre senting the physical characteristics of the power lines and aids in determining
the exclusion area around them.

1 Rasterization and 2D Top Down Analysis: Utilized to segment the data and focus on
areas immediately under the power lines or within the projecte d exclusion zone
shadow. This step is vital in narrowing down the data to the most relevant sections
for analysis.
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1 3D Modelling: Techniques employed to create three- dimensional representations of
identified structures and vegetation, based on the processed LIDAR data. These
models assist in visualizing the spatial relationships between the power lines and
surrounding vegetation, facilitating targeted intervention planning.

Incorporating seamless communication with other ARGOS system components, the tool
operates on standardized protocols that facilitate smooth data exchange processes. It allows
for the easy upload of LIDAR data and straightforward retrieval of analytical results. A non -
relational database acts as the central hub for all processed data and a nalytical outputs,
ensuring a smooth data flow and robust integration within the overarching ARGOS system.

4.1.1.1.2 Line inspectioffior electricalfault location

The main goal of this section is to identify electrical problems in the power lines based
on the analysis of the thermal images or videos captured by UAVs. The problems to identify
include lines overheating ( not only absolute but also considering the electrical status of the
lines according to the SCADA data),hot spots on insulators (indicating damaged or potential
faults), partial discharge and corona effect.

Initially, the user must upload a thermal video which covers a part of the power line corridor
where the lines and pylons are properly visible, this vide o must be taken with a UAVwith RTK
to ensure the proper localization of the hotspots in the field.

Once this video has been uploadedto the platform, the hot-spot detector component will be
invoked to analyse the received data and discover hot spots. After being detected these hot
spots will be stored in the EMMA ARGOS Databaseto finally let the Ul retrieve and display

them to the end-user. This process is graphically depicted in Figure 6.

EMMA ARGOS Platform )

ARGOS Ecosystem =2 |

-— - Hot-Spot Detector 3 |
= Component

PL Inspector

~|- »  Userinterface 3 || _| |
Component

Maintenance tecnician

Figure 6 - Components ofthehot-Eé CgE OUgUT gi CA gCCcu AAO Al gCEE

All the components mentioned above are described next:
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1 Hot- Spot Detector Component: Component in charge of receiving thermal video s and
analyse them with the aim of detecting hot - spots in the power lines. To be able to
achieve this goal, a temperature threshold will be defined by configuration to mark as
a hot spot all parts of the image that are over this temperature value. As other objects
can appear in the video, with high temperature value s (animals, persons, vehicles,
etc.) a YOLO (You Only Look Oncejnodel, which is the state of the art of object
detection, will be trained to identify such elements in the input data. So, using this
model, it is possible to discard all the high - temperature values associated with these
objects and ensure really accurate results in terms of hot spot detection through the
power line. Finally, the results will be stored in the EMMA ARGOS database

1 User Interface Component: The omponent in charge of managing the user interaction
and displaying all the inspection results. It must be able to allow the user to upload
the thermal video mentioned above. Finally, the user must be able to visualize all the
uploaded videos separately and modify manually the results obtained from the
inspection. All the represented data in the User Interface is going to be obtained from
the DB.

4.1.1.1.3 Electrical tower inspection

The main goal of this section is to identify physical (mechanical and/or structural)
anomalies in electrical assets: Damage of towers or poles, mechanic deterioration of
EheeCEgE AAO i AEhUAQCEE"™ @EUEUAT U Cae CilEgAT 0\
Images from UAVs will be used as input for this detection.

The detailed structural analysis of electrical assets requires a very detailed inspection
using high-resolution images of all the parts of the electrical tower . These images must be

carefully analysed to identify symptoms of deterioration in the different component s:

i 2o

s = R
N
J."L - .

Figure 7* Samples of images with damages in towers detectable by EMMA ARGOS
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These images will be acquired with the use of different types of cameras (R GB &
thermal) equipped in UAVS.

Initially, an exhaustive mission flight with the UAV will be carried out by an operator,
capturing as many images as possible, from different angles and flying as close as possible
to the electrical assets without affecting the security .

In classical asset inspection, the operator analyses visually the complete set of images
to detect failures, but this is a time-consuming task and also prone to human errors. In this
tool, we will go further and provide an algorithm that automatically identifies damages and
problems in the images captured.

Nevertheless, detecting the damages in the images is just one of the steps, because the
damage detection in a single image could not be enough for asset identification (in case there
are multiple assets of the same type in the same location). To assist the maintenance
operator in the unambiguous identification of the piece s damaged in the whole infrastructure,
the information will be presented on a 3D model that will present damages and incidents in
a context and will let the user navigate through the 3D model to visualize problems and have
access to the relevant photos where the damages were detected .

This tool is therefore composed of three modules:

1) The damage detection tool. This tool will accept as input a set of images and will
start processing them by using different machine-learning techniques. The images
will go through a pipeline with the following steps:

a. The imagesare segmented to try to identify know n parts: insulator s, cables,
transformers, connectors, etc.

b. For each detected part, an analysis of potential damages is performe d. To do
so the system will be trained with a set of images with failures. There will
be individual ML models for each of the types of parts considered

c. The image with the damage or failure detected will be marked, with details
of the type of part damaged and the details of the problem detected. This
information will be stored in the EMMA ARGOS database

The segmentation of parts and the detection of failures and anomalies will be based
on a machine learning model, that will be created and trained to identify each of
these anomalies by using labelled sets of images taken from specialised datasets .

2) The 3D model reconstructor . This tool will get all the images and will generate a
pseudo-3D model based on 2D data in the images. The 3D point cloud will be
generated using photogrammetry techniques approaches on the 2D images.

3) User interface . The user interface will let the user navigate the 3D model.

4.1.1.1.4 Photovoltaic plant inspection

The maingoal of this section is to identify anomalies in the PV cells that might require
maintenance, using only the images and videos captured by UAVs. This is a real problem for
the PV operator, since the number of PV cells in a mid- size photovoltaic installation could be
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really huge (e.g. ~130000 for a 50 Mw installatior), and the exhaustive inspection of each and
every asset is really expensive and time - consuming.

The PV Inspections functionality will be served to the final user as a section in the EMMA
ARGOS User Interface where the user will be able to upload all the material taken by the UAV
in the form of photos or videos for being analysed.

Before the system can start processing images, a precise PV plantoutline IJi g & AEEUC

locations and structure is required . Thiswill be done in a specific EMMA ARGOS sectionthe
Plant Creator Component, where the user must upload a mosaic of images covering the
whole PV plant. This mosaic is obtained by combining several images taken during a flight of
50/80m of height depending on camera resolution . This general image is processed to obtain
all the PV arrays and their locations, which will afterwards be used for the inspection .

When the plant structure is properly obtained and the location of the PV arrays has
been stored, the user can go to the Anomalies Detector Component section in EMMA ARGOS
to upload all the images to be analysed with the aim of detect ing anomalies. These images
are generally obtained during a flight of 20 m of height.

The next diagram presents the tools that compose the PV inspection functionality in
EMMA ARGOS.

EMMA ARGOS Platform /
ARGOS Ecosystem E
; : Plant Creator E
PV Plant Owner  ™:\ — Component —
User Interface E
Component o L LT T T T T ——.
T N Anomalies Detector E
wee Component
Termograph

Figure 8 - PV Inspections functionality components and actors' diagram

All the components mentioned are described below:

1 Plant Creator Component: The component in charge of receiving a mosaic image
where all the PV plant is covered and analysed with the aim of extract ing all the visible
PV arrays and their locations.
The PV arrays will be extracted using a neural network based on semantic
segmentation, which will be trained with different pre-processed PV plant mosaics.
During the training, the data will be pre - processed so that models are general enough
to make predictions with images from plants different from the plants used in the
training.
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When all the arrays have been extracted, they will be sent to another neural network,
also built on semantic segmentation, trained to be able to extract all the modules in
each PV array. Using the location metadata of the mosaic images and some geospatial
python libraries we will be able to extract the exact location of each module. Is
important to add that the UAVused to obtain the graphical material from the field must
have installed an RTK system to ensure a centimetric error in the associated locations
of each photo or video.

Finally, with all the extracted arrays and modules and their respective locations , this
information will be stored i n the EMMA ARGOS database (based on MongoDB)
Anomalies Detector Component: Component in charge of receiving images from the
20m height flight s of the UAV and analysing them with the aim of detect ing one of the
pre-defined anomalies (they may change in the future): Cell, Cracking, Diode, Hot
Spot, Soifingand Vegetation. This detection will be based on a machine learning model,
that will be created and trained to identify each of these anomalies by using labelled
sets of images taken from specialised datasets.

Even though the anomalies are detected in the pixels of the images, the anomaly
output is associated with individual PV cells (not just images), because the images are
geo-referenced, and the location of the PV cells would have been available with the
usage of the plant creation component.

The final step will be for the health status results for the individual PV cells (with all
the required details) to be sent and stored in the ARGOS database (MongoDB)

User Interface Component: The component in charge of presenting the inspection
results and allowing user interaction . It will let users upload the mosaic image
mentioned above and the pack of images to be analysed to detect anomalies. Also, it
will be able to represent in a map the full PV plant and the detected anomalies
geolocated on it and highlighted by means of a colour code that corresponds to the
anomalies detected. For the manual assessment of the results, the user must be able
to visualize all the uploaded images separately to check for the proper identification
of anomalies. All the data represented in the User Interface will be obtained from the
EMMA ARGOS database

4.1.1.2 User Interface

The different types of inspections will have specific sections in the EMMA ARGOS tool
user interface . At the time this deliverable is written, these sections have different level s of
maturity : some of them are just initial concepts whilst others have preliminary version s of
the user interface much more advanced. The different user interfaces are described in the
next sections:

4.1.1.2.1 Line inspection for vegetation detection

The interface will allow users to create and view vegetation encroachment inspections.
In the Ul design, a first screen (Figure 9) will allow the user will be allowed to enter details
about a new inspection, including location, date, and notes.
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Craate Inspactian

Figure 9 Mock- up of the Ul to introduce information o n the inspection

It has been decided to add a second screen to displays inspection data, including a 3D point
cloud visualization of the scanned area. This allows users to see a detailed representation of
the environment. A tentative Ul of this second screen is represented in Figure 1Q

Figure 10* Mock-up of the inspection visualization screen

Finally, a third screen (Figure 1} will focus on detected anomalies. It will provide tools to
visualize and inspect anomalies in more detail, such as isolated views and measurements.
Users will be able to tag anomalies for further review.
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Figure 11- Anomaly inspection tool

Overall, the mock-up shows a streamlined workflow to create vegetation encroachment
inspections, view spatial data for the area, and analyse anomalies. The 3D visualizations and
detailed anomaly tools aim to provide actionable information to inspect potential vegetation
encroachment iss ues accurately.

4.1.1.2.2 Line inspection for electrical fault location.

The user interface of this tool consists of a view which allows the end - user to upload a
thermal video and click a button to process it. Once this video has been processed it will
appear as processed and the end-user can see the video and the respective detected hot
spots in a timeline. Onthe other hand, a map with the drone trajectory during the flight has
been displayed in the Ul. A mock- up of the hot spot detection tool is represented in Figure 12

EtralD » o [HES

-

000015 / 00:00:49

Figure 12* Mock-up of the hot spot detection view
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In this user interface, the location of dangerous vegetation will be pinpointed, letting
the user navigate through the cloud of LIDAR points and check the problem .

4.1.1.2.3 Electrical tower insgction

The User interface will be integrated in to the EMMA ARGOS tool, and this section will
let access to the 3D reconstruction of the electrical tower. In Figure 13an example of three
2D images and how they are converted to a 3D model is presented:

Figure 13- example of 3 raw 2D images (top) and result of the 3D reconstruction (bottom)

The user interface for this section c an be accessed from the EMMA ARGOS application andits
appearance will look like in Figure 14

40




=]

D6.1* Design of the enhanced maintenance and asset management toolkit

Figure 14* Electrical tower inspection Ul mock-up

The original set of images and the 3D model will be presented and can be navigated in
the user interface (zoom-in/out, pan/tilt, move, drag, etc.).

In case there is any damage automatically detected in inspection, this will be presented
in the 3D interface so that the maintenance operator can see potential issues in context and
easily navigate to the relevant images by clicking on the 3D model labels. This action will
make the corresponding 2D raw images to be prese nt on the right-hand side of the user
interface.

Finally, this tool will allow for two more things: It will let  the maintenance operator
manually introduce anomal ies in a given image, and it will let the user confirm whether or
not the anomalies are automatically detected.

4.1.1.2.4 Photovoltaic plantinspection

The User Interface for this section will consist of two applications. An application for
plant management and an application for performing the inspections. They are two
applications because the users of each one will be different. The management application is
intended for plant managers and the inspection application is intended for inspectors.

The plant management application will allow new plants to be registered in the system.
The plant to be inspected must be registered before the first inspection. An ortho-mosaic
image of the plant must be uploaded during the registration phase . This image will be
analysed to identify the modules and a unique identifier will be assigned to each module.
Figure 7, a first approach to the plant management application. As can be seen, the modules
are detected from the mosaic. This will allow us to identify automatically the anomaly
modules during the inspection process.
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Figure 15- Segmented PV plant.

The inspection application is going to be composed of two main sections. The first
section called Frames is going to be used to upload and visualise the images taken by the
drone. The second section called Anomalies is going to be used for examining the detected

anomalies.

The Frames section will consist of a drop zone for uploading images, a list of already
uploaded images, and an image view component where the images will be displayed. Also, it
is going to be possible to see the images geolocated on the mosaic. A first approximation of
the Frames section is shown in Figure 16- Frames section.
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Figure 16- Frames section.

The images will be separated by type. There will be a list of thermal images and a list
of RGB images.In Figure 16can be seen the thermal images list . The displayed list can be
switched from the IR and RGB buttons (ubicated above the list). For thermal images, it will be
possible to change the colour palette. Also, it is going to be possible to delete already
uploaded images.

Once the user has already uploaded all the images that have to be processed, it will be
possible to send them to the Anomalies Detector Component using the Process button
(ubicated at the top right corner in Figure 8). When this button is pressed, it will appear the
task completion percentage inside the button to inform the user of the status of the task.

Once the images are processed, the detected anomalies are going to appear in the
Anomalies section (Figure 179. The Anomalies section will consist of a list of the anomalies
(positioned on the left), a view of the image when there is a selected anomaly (positioned
below the list) and a map view where the modules with detected anomalies are highlighted
on the mosaic.
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Figure 17- Anomalies section.

It will be possible to select anomalies from the list or from the map. When an anomaly
is selected, additional information about it will be displayed. To display these anomalies an
additional window will be created . The idea is to have aportion of the window with a panel
with anomaly information (i.e. the module identifier, the type of anomaly, the probability
predicted by the neural network, etc..) Images of the module will be also displayed in the
panel. The list of anomalies will be also displayed on the image taken by the drone from which
the anomaly has been detected. Finally, the affected module will be marked with a rectangle
on the image.

The Ul will allow the user to verify or discard the anomalies detected by the neural
network . It will also be possible to change the predicted type of the anomaly and to add
comments. Figure 18shows a preliminary idea of how the anomalies editor may look like in
the future .
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Anomaly editor

Anomaly type State

Cell (76%) verified

This module has to be substituted.

Figure 18- Preliminary graphics for the a nomaly editor form.

4.1.1.3 Resources

4.1.1.3.1 Vegetation Detection Tool:

To facilitate the development of the Power Lines Inspections tool, the following software
resources and libraries will be employed to ensure efficient data processing and
visualization:

Development Environment and Libraries

)l

Python: This programming language will be utilized as the core development
environment, mainly for the processing components. It is renowned for its versa tility
and the availability of a plethora of libraries that cater to various computational and
data analysis needs.

NumPy: A fundamental package for scientific computing with Python, it will be
employed to handle large, multi - dimensional arrays and matrice s, facilitating
complex mathematical operations on these data structures.

Laspy: This library will be used for reading, modifying, and writing LAS files, which
are primarily utilized for storing LIDAR data.

SciPy: A library used for high - level computations and technical computing. It will
assist in the statistical analysis of the data, helping in the extraction of insightful
information from the collected data.

Scikit- Image (skimage): A library for image processing in Python, it will be utilized to
detect linear structures in the point cloud data, which is crucial in the identification
of power lines and pylons.

Visualization and Web Framework

f

Potree: An open-source point cloud viewer written in JavaScript, it will serve as the
primary tool for visualizing the 3D point clouds within the web browser, offering
users a comprehensive view of the analysed data in 3D format.
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1 Raster Graphics: Utilized for creating detailed 2D visualizations, they will facilitate a

more in-depth analysis by providing realistic repre sentations of the surveyed areas.
These resources have been selected to ensure a cohesive development environment
that caters to the specific requirements of the tool, fostering a seamless workflow
from data collection to visualization and analysis.

4.1.1.3.2 Line Inspection for electrical fault

To facilitate the development of the Line inspection tool, the following software resources
and libraries will be employed:

1

Python: The primary programming language used for implementing various
components of the tool such as

MQTT Protocol:Protocol used to send information between python components and
the web application.

Pytorch: Utilized library to create deep learning models.

Scikit-learn, numpy, geopandas, camera transform: Utilized python libraries to
process all data and obtain desired results.

YOLO (You Only Look Once)An advanced object detection algorithm in the field of
artificial intelligence. It's employed for real -time object detection in the camera
footage.

Database (unspecified type): Stores the collected video feed for subsequent analysis
and reference.

HTTP/AP{REST protocols: Utilized for inter - platform communication.

These software resources collectively form t he backbone of the tool, enabling it to perform
tasks such as segmentation, image classification, video acquisition, data transfer, storage,
analysis, and communication. Their seamless integration ensures the tool's functionality and
effectiveness in monit oring and alerting for potential anomalies in the PV plants.

4.1.1.3.3 Electric Tower Inspection

This tool will use the following software resources:

)l

Python: The primary programming language used for implementing various
components of the tool such as

OpenMVS(OpenMVS, s.f. and COLMAP(COLMAP, s.f.¥or the 3D image reconstruction
React and REACTTREEfor the visualization

Scikit-learn, numpy, geopandas, camera transform: Utilized python libraries t o
process all data and obtain desired results.

Database (unspecified type): Stores the collected video feed for subsequent analysis
and reference.
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4.1.1.3.4 Photovoltaic Plantnspection

To facilitate the development of the PV Inspections tool, the following softwa re resources and
libraries will be employed:

1 Python: The primary programming language used for implementing various
components of the tool such as

1 MQTT Protocol:Protocol used to send information between python components and
the web application.

Pytorch: Utilized library to create deep learning models.

Scikit-learn, numpy, geopandas, camera transform: Utilized python libraries to
process all data and obtain desired results.

1 FastAPI: Utilized library to implement an APl and allow the internal system
communication.

1 Database (unspecified type): Stores the collected video feed for subsequent analysis
and reference.

1 HTTP/AP{REST protocols: Utilized for inter - platform communication.

These software resources collectively form the backbo ne of the tool, enabling it to perform
tasks such as segmentation, image classification, video acquisition, data transfer, storage,
analysis, and communication. Their seamless integration ensures the tool's functionality and
effectiveness in monitoring and alerting for potential anomalies in the PV plants.

4.1.2 Tool2* EMMASURVEILLANCET ool

The primary objective of this tool is twofold:

T It aims to perform manual segmentation of photos captured at regular intervals
(approximately every hour) by a fixed camera pointed at a substation, utilizing thermal
imaging. This segmentation will be conducted by a knowledgeable professional
familiar with the substation environment to identify hot spots on the substation
components. These hot spots will serve as triggers, ra ising alarms when
temperatures surpass predefined thresholds.

1 The tool will employ YOLO (You Only Look Once) modebased analytics [37] on the
camera footage. YOLO is an advanced object detection algorithm in the field of artificial
intelligence. Unlike traditional object detection methods that involve multiple passes
over an image, YOLO divides the image into a grid and predicts bounding boxes and
class probabilities for each grid cell in a single forward pass. This results in incredibly
fast and efficient real -time object detection. Using YOLO, the tool can accurately and
swiftly identify various entities within the camera feed, including people, an imals,
fires, and smoke. Upon detecting any of these presences, the tool will promptly
generate alerts, allowing for timely responses to potential safety or security
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concerns. This integration of YOLO enhances the tool's capabilities, enabling it to
provide comprehensive surveillance and monitoring functionalities.

4.1.2.1 Internal Architecture

The visual representation, illustrated in Figure 19 outlines the step-by-step process from
data acquisition to alert generation. Each stage plays a crucial role in ensuring the seamless
flow of information and the timely detection of potential anomalies.

<

GXED CAMERA \ Rng

HOT SPOTS (SEGMENTATION)

SURVEILLANCE By

PRESENCE DETECTION (YOLO)

4

Figure 19* Internal architecture of the EMMA Su rveillance tool

The process begins with the acquisition of images and videos from the camera. These visual
inputs serve as the primary data source for the system. The detailed architecture can be split
into next steps:

1

f

Data Acquisition: Real- time video feed from the camer a is continuously collected. This
stream of visual data serves as the foundation for subsequent analysis.

Communication Protocol: To seamlessly connect this data with the platform, the tool

employs FTP (File Transfer Protocol) for images and RTSP (Reat Time Streaming
Protocol) for video footage. FTP ensures swift and efficient transfer of images, while

RTSP facilitates the streaming of real - time video data from the camera.

Data Storage and Management: The collected data is then stored directly within the
platform's dedicated database. This serves as a centralized repository for all visual
inputs, ensuring easy accessibility and reference.

Automated Analysis and Alert Generation: The platform conducts a series of
automated analyses of the stored data. This includes two critical processes: manual

segmentation for images and YOLGbased object detection of real-time video
acquisition. The manual segmentation module allows for the identification of hot spots

by a domain expert. Simultaneously, the YOLO model is deployed for real time object
detection, identifying entities such as people, animals, fires, and smoke.
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1 Alarm Triggering: The analysis results, which include identified anomalies and hot
spots, are then used to trigger alerts. These alerts are specifically designed to notify
maintenance personnel promptly in response to identified instances of elevated
component temperatures or the detection of animals, individuals, fires, etc.

1 Inter-Platform Communication: Additionally, the platform establishes communication
with  GIMAN and ETERsystems using HTTP/APIREST protocols. This connection
facilitates the dissemination of alerts to maintenance personnel, ensuring that they
are promptly informed of any potential concerns or issues.

This integrated pipeline ensures a seamless flow of data from the camera to the platform,
culminating in the generation of timely alerts for necessary action. The combination of manual
and automated analyses enhances the tool's ability to provide comprehensive surve illance
and monitoring capabilities.

4.1.2.2 User Interface

While the tool won't feature a dedicated user interface in its initial deployment, it will
offer an essential visual component. In real time, the video feed captured by the camera will
be accessible for verification purposes, allowing for visual confirmation of YOLO model
detections.

This direct visual feedback is invaluable in ensuring the accuracy and reliability of the
automated detection system. Operators can verify whether the identified entities - be they
people, animals, fires, or smoke - align with the actual visual information provided by the
camera. This not only serves as a crucial quality control measure but also allows for on -the-
spot validation of alerts generated by the system.

In addition to the YOLO modelbased analytics, a small but significant module will be
developed to verify hot spots. This module empowers domain experts to manually identify
and confirm hot spots, leveraging their deep understanding of the substation environment.
By incorporating this manual verification step, we enhance the tool's accuracy and reliability,
providing an extra layer of assurance in the identification of critical areas.

As the tool evolves, considerations for an intuitive and user -friendly interface may be
incorporated in subsequent phases. This could involve the development of dashboards,
charts, and additional visual aids to enhance the monitoring process. The goal will be to
provide operators with a clear, comprehensive, and easily interpretable represen tation of the
detected entities and potential anomalies within the camera feed.

This phased approach ensures that the tool is not only functional but also adaptable to
the evolving needs and requirements of the monitoring process. As it progresses, user
feedback and operational insights can inform the development of an interface that maximizes
the tool's utility and effectiveness.

4.1.2.3 Resources

1 Python: The primary programming language used for implementing various
components of the tool such as
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1 YOLO (You Onlyook Once): An advanced object detection algorithm in the field of
artificial intelligence. It's employed for real -time object detection in the camera
footage.

1 FTP (File Transfer Protocol): Used for efficient transfer of images captured by the
camera to the platform for analysis.

1 RTSP (RealTime Streaming Protocol): Facilitates the streaming of real -time video
data from the camera to the platform.

1 Database (unspecified type): Stores the collected video feed for subsequent analysis
and reference.

1 HTTP/APYREST protocols: Utilized for inter - platform communication, allowing for the
dissemination of alerts to maintenance personnel.

These software resources collectively form the backbone of the tool, enabling it to
perform tasks such as real -time object detection, image and video acquisition, data transfer,
storage, analysis, and communication. Their seamless integration ensures the tool's
functionality and effectiveness in monitoring and alerting for potential anomalies in the
substation environment.
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4.2 TASKG6.2 - OPTIMAL ASSET MANAGEMENT

4.2.1 Tool 3- EMMA DYMLT ool

The DYML platform aims to create a framework to perform predictive maintenance by

CcUAUEAgi A¢c AUAEYE @®CE eCEEI I GU yAGaehAl gi CAE

through the analysis of tabular data coming from:

1 SCADA systemis a control system architecture comprising computers, networked

data communications and graphical user interfaces for high -level supervision of
machines and processes. It also covers sensors and other devices, such as
programmable logic controllers, which interface with process plant s or machinery.
Data gathered by SCADA arephysical quantities of the components that make up the
substation (voltages, currents, temperatures, etc.) and events occurring in the
substation (alerts, errors, warnings, etc.).

1 DGA analysisis an examination of electrical transformer oil contaminants . Insulating
materials within electrical equipment liberate gases as they slowly break down over
time. The composition and distribution of these dis solved gases are indicators of the
effects of deterioration, such as pyrolysis or partial discharge, and the rate of gas
generation indicates the severity.

4.2.1.1 Internal Architecture

EMMA DYMLis based on the usage of artificial intelligence models for making
predictions. This means that there is an initial phase in the whole process where these
models are built. For this, historical data from the SCADA system and DGA analyses are used
to learn the typical behaviours of components. Failure dates from this histor y are also
employed to learn from these malfunctions and anticipate their recurrence. Python is the
programming language that best suits this use case. Specifically, models that perform well
with time series data include those associated with libraries lik e Tensorflow [3], XGBoost[40],
and Scikit-learn [41]

The process for creating machine learning models is composed of the following phases:

1. Data Cleaning In this phase, the raw data collected for the project is carefully
processed to eliminate errors, inconsistencies, and missing values. This involves
tasks such as imputing missing data, handling outliers, and rectifying any inaccuracies
that could adversely affect model performance. Data cleaning ensures that the
subsequent analysis is based on accurate and reliable data.

2. Feature Extraction: Feature extraction involves selecting and transforming the
relevant attributes or features from the cleaned dataset that will serve as inputs for
the machine learning models. During this phase, domain knowl edge is crucial for
identifying the most informative features, which can sometimes mean either reducing
the data's complexity or introducing new variables to account for previously
overlooked factors. Extracted features should capture meaningful patterns a nd
relationships within the data, improving the model's ability to generalize from the
training data to new, unseen data.
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3. Model Creation: During the model creation phase, we choose and apply machine
learning algorithms to the prepared dataset, which includ es the features used for
training and the target variable + the component temperatures. Our objective here is
real-time anomaly detection by predicting these temperatures. Various algorithms,
such as regression, decision trees, neural networks, or ensemble m ethods, are
explored to identify the best fit for the problem. The dataset is divided into training and
validation sets for model training and performance evaluation. It's important to note
that the alarms triggered for anomalies are not generated directly by the prediction
model itself. Instead, they are derived from a set of statistical rules that consider the
distribution of residuals. These residuals represent the differences between the
temperature predictions made by the model and the real -time temper ature obtained
from the SCADA system. This approach ensures effective anomaly detection when
significant deviations occur.

4. Model Deployment: Once a satisfactory model is created and evaluated, the next step
is to deploy it into a production MLflow environm ent. This phase involves integrating
the trained model into the system where it will be used to make predictions on new
data. Model deployment requires careful consideration of factors like scalability, real -
time performance, and robustness. Monitoring the model's performance in production
and implementing mechanisms to retrain or update the model as new data becomes
available is also part of this phase.

The machine learning models stored in MLFlow are the starting point of the whole
EMMA DYML processes but they will evolve during project life, as new data appears and the
test-and-error experience allows them to evolve and enhance the models. MLFlow allows
for handling properly the set of model s and lets applications use always the most up -to- date
and accurate models.

For real-time operation, these pre-built models will be used and there is only a need
for real-time data (from SCADA) and the last DGA analysis data whenever it is available. The
data ingestion and intermediate storage will be done by using the CITRIC interoperability
platform. This is a reactive and real-time data interoperability platform developed by ETRA
that features a number of functionalities, protocols drivers and databases that will facilitate
the tasks in EMMA DYML In this case, the CITRICplatform will be configured to:

1 Connect to the SCADA

9 Store the measurements received

1 Transform this data to a known data model (based on JSON )
1

Send the new data to the different submodules (or microservices) , so that they
can act accordingly. EMMA DYML will be one of the microservices that will
receive SCADA measurements

The architecture of CITRIC isdepicted in Figure 20:
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Figure 20 Architecture of the CITRIC platform
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As part of R?D?, an OPGUA connector for the SCADA system will be developed. The data
will flow through the whole platform and reach a new microservice (EMMA DYML)to be
developed as part of R?D? that will apply the appropriate machine learning model to the data
received from the SCADA. The usage of CITRIC will allow the EMMA DYML functionality to
focus just on machine learning models and let the tasks of data ingestion, storage, formatting,

etc. to CITRICThe architecture of the platform is shown in Figure 21

EMMA-DYML g

API-REST

Figure 21- Internal architecture of EMMA - DYML platform.
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Once the data is sent to the DYMLcomponent, it takes care of processing this data. A
feature extraction is performed to create new variables that provide more information on the
system and artificial intelligence models are used to make the appropriate predictions to

53




=]

D6.1* Design of the enhanced maintenance and asset management toolkit

verify the integrity of the substat ion components. These models are downloaded from the
MLflow server, which allows the creation of a repository to store the artificial intelligence

predictors with the best results , it allows a series of experiments to be generated in order to

optimise the management and development of the models as well.

When alerts/alarms are obtained, a converter to the EMMA GIMANand EMMA ETERprotocol
is used at the output of the DYML platform to standardise the alarm codes and to alert the
maintenance staff in an optim al way. Communications between DYML and GIMANETERare
via http/api-rest. EMMA GIMAN is described inTool 5 - EMMA GIMAN

4.2.1.2 User Interface

Initially, there are no plans to incorporate a graphical interface into this platform. Instead, our
focus lies on a core functionality: real -time diagnosis of the operational and structural state
of each one of the components and subcomponents within the substation. This approach
translates into a robust capability to continuously monitor and assess the performance and
integrity of all critical elements of the substation, enabling early detection of potential issues
and ensuring safe and efficient operation.

However, the MLFlow server h as a graphical interface that allows the predictive models to
be organised and arranged according to a set of user - defined parameters and metrics , Figure
22. This makes it easy to choose the optimal predictive models for production on the same
platform.

Experiments @B TRINITY_TRES_HELIOSR @ rrovie etk 7 [ s |

TN %S

@ TRNmT

Figure 22 - MLflow user interface.

A similar solution has been developed for turbine components predictive maintenance as
shown in Figure 23 as an example, to present how a series of alarms ar e raised over time
due to malfunction.
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Figure 23 - Example of a Ul of predictive maintenance for components of a wind turbine. Status plot.

4.2.1.3 Resources

The resources to be used in the EMMA DYML platform can be divided into four categories:

f

1

Messaging: NATS will be employed for messaging purposes. NATS is a high-
performance messaging system that facilitates communication between different

components of the application. It excels in scalability and simplicity, making it an
excellent choice for reliable messag ing.

Model Storage and Monitoring: MLflow will be utilized for storing and monitoring
machine learning models. MIflow is an open- source platform that simplifies the end -
to-end machine learning lifecycle. It allows tracking experiments, packaging code, and
sharing models, providing a streamlined approach to model management.

Al Model Development: For developing Al models, various Python packages will be
employed, including:

o Tensorflow: Popular open-source library for high -performance numerical
computations. It's widely used for building and training deep learning models.

0 XGBoost: Efficient and scalable implementation of gradient boosting. It's
particularly well -suited for solving machine learning problems.

o Scikit-learn: Comprehensive machine learning library in Python. It provides a
wide range of tools for tasks such as classification, regression, clustering, and
more.

Deployment: The application will be deployed using Docker, a containerization
platform that allows for easy packaging and deployment of applica tions in a consistent
and isolated environment. Docker ensures that the application runs reliably across
different environments, making it an essential tool for efficient deployment strategies.

55




=]

D6.1* Design of the enhanced maintenance and asset management toolkit

4.2.2 Tool4 - EMMA ETERT ool

EMMA Eter is an ETRA portfolio product for distribution system operators, aiming at

facilitating the monitoring and control of the modern grid effectively. The application can be
categorized as a DMS (Distribution management system), and as such, it features several
specialized functionalities. The most relevant could be:

- Geographic information system (GIS)

- Topology processor (TP)

- Intelligent alarm processing (IAP)

- Ontline power flow (OLPF);

- Short- circuit analysis (SCA);

- State estimation (SE);

- Fault location, isolation, and service restoration (FLISR);
- Volt/VAR optimization (VVO);

- Optimal Network Reconfiguration (ONR);
- Switch order management (SOM);

- Emergency load shedding (ELS); and

- Short-term load forecasting (STLF).

4.2.2.1 Internal Architecture of the Tool

The aforementioned functionalities are designed in ETERas independent software modules
and subsystems that communicate and coordinate with each other to build the complete
platform and fulfil its requirements. This approach is commonly known as micro -service-
based architectur e, and presents a number of advantages compared to traditional monolithic
architectures:

- Facilitates maintenance of the software modules

- Minimize the impact of failures

- Avoids vendor lock-in

- Increases reusability of the developments from the design phase

The next picture depicts the main components or services of EMMA ETER

56




=D

D6.1* Design of the enhanced maintenance and asset management toolkit

g=======2=2=2222222222222222222222222222222222TIIIIEoEESTToESSSSSSTIEIEoosEoosseEIIoossazIzosazEaesaaaea
H ETER services layer .y
\ I
L] 1]
i\ FTTIIIIEIEEIIIIIIEZIIIEIIIaSGEaaaaGaEsacAZEIIIRIRIEIEIIRREEIEIIREA ]
H ' CONGESTION MANAGEMENT ! !
' H \ \
: | Congestion . H
i ’ f " \ y
: : Ootimal netw forecaster \ \
[ imal networl ' I
\ : 7 oK% y I
\ h reconfigurator RIS : '
[
]
H ' management Alert H !
\ K [ i
) ' \ i
. : Emergency load ' '
H | sheding optimizer : :
H ! Congestion :: )
' : detector ' A
1) 1] 1)
' N oo sympeyepse IO IR ' H
Y Mssssssssssssssssssssssssssssssasa-as T S 4
i Real-time :
i\ 1
H L= power ﬂow.se Forecasted A
" i . ~ ower flows Y
H Topology editor State estimation b :
: :
: :
) Real-time H
i Topology generation H
:_ Topology repository and load i
' :
[}
L} B g N L]
) - ﬂ ]
1)
: i Load flow E " y
H Historical Historical Grid . orecasicr :
s customer demand measurements Generation and H
4 load forecasts !

[ 3253 ) LA N bl
H ETER core )
Ny iy
.
s Meter data Grid data Energy mix Weather H
y storage storage provider provider 4
' '

;- {Protocol adapter} - - {Protocol adapter} N

. SCADA % ; AMI : ! Smart meters :

1 1 L L]

Figure 24> ETER product architecture with the new NTL module

In the following screenshots, some examples of the ETER applicationare presented:
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Figure 25 - ETER dashboard example in Xanthi pilot
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Figure 26 - ETER power flow grid example in Xanthi pilot
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Figure 27 - ETER smart meter details example in Xanthi pilot
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A functionality commonly used by system operator and currently missing in EMMAETERIs
the identification of non -technical losses or fraud detection . Technical losses are inherent to
the transmission and consist mainly of the dissipation of electricity in transportation,
transformation, distribution, and energy measurement. Non -technical losses (NTL)
correspond to any electrical energy consumed and not invoiced and can therefore be
considered as a result of fraud or energy theft. The NTL detection componentin the ETER
product will be developed as part of the R?D? project.

Several solutions exist in commercial products and in the literature for detecting fraud in
energy delivery. This interest is mainly because it is something that impacts the economic
revenues of the energy actors. EMMA ETER will incorporate a modulethat will perform fraud
detection given the portfolio of metered users and the monitored network. It will make use of
other components and databases already existing in EMMAETER

i The meter data storage: This database contains the historical measurements
(normally hourly - based) of energy consumption for all the electricity customers. This
data is either coming from an existing AMI system (in case EMMA ETER is integrated
by connecting to an existing AMI) or directly from the Smart meters (When EMMA
ETER is acting as an AMI) This database will be InfluxDB. This database is very
efficient at storing huge amounts of data in the form of time series .

1 Grid data storage: This database contains the historical measurements of the network
SCADA This is information captured by physical devices and sensors deployed close
to the network elements . Examples of such sensors could be: RTWs, EIDs, PMUs or
PLCs, and they always communicate with the SCADA by using standardised protocols.
The granularity of the data is much more detailed than the meter data and here the
problem is that the historical database could grow huge quite fast, and normally
database's old data is deleted or compacted periodically. This database will also be
InfluxDB.

According to [21] all the existing NTL or fraud detection techniques could be categorised in to
two different groups: Data - oriented solutions and network - oriented solutions, whilst some
can lie partially in bo th categories and can be considered as a hybrid. The rext diagram shows
the different techniques adopted for NTL.

Field of Knowledge
M"ichlm /A(r;u?; aly/™
Learnin, —
S l)uu.llun
\ITL
Duu.non
Data Network
Oriented % Hybud # Oriented

Slate
Estimation

AT
~Cybersecurity
Intrusion
Detection

e —
Distribution
Network
Analysis

Load
Flow

Sensor

Unsupervised Network

Supervised l

Method Categorization

Figure 28 - NTL detection algorithm categories [21]

Data-oriented and network - oriented methods can be further divided into subcategories,
according to the main concept behind NTL detection. Data- oriented methods are divided into
supervised and unsupervised. Methods that make use of both labels (known positive/fraud
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and negative/not-fraud classes) are supervised, while methods that make no use of labels
are unsupervised. Normally, the scarcity of the positive label (fraud) prohibits the use of
supervised learning methods . The lack of confirmation labels in the model training o f the
unsupervised methods is solved by using different techniques oriented to identify the
suspicious behaviours, like fuzzy c- means clustering and outlier detectors .

Network oriented techniques are based on network analysis and the physical rules that
describe such systems. These methods are categorized according to the main
concept/algorithm used, i.e. state estimation, load flow or special sensors for detecting fraud.

Hybrid methods use a combination of both approaches and are the solution that we are going
to use in EMMA ETER

1) Inthe first stage, our algorithm will try to identify the parts of the grid that are likely
affected by NTL For this, we will compare the histori cal evolution of state
estimation measurements at the substation feeders with the aggregation of meter
readings for the same periods (a combination of SCADA and AMI data). In case of
large discrepancies, this feeder will be marke d as potentially affected by NTL.

2) A second stage of the algorithm will try to identify the fraudulent meter or at least
the part of the grid affected. The statistical load profiling analysis (data - oriented
method) of the meter s in the region will be used as the baseline of the analysis, but
some more elaborated techniques, mainly network based, will be investigated to
complement it and provide a more robust solution able to detect not only the
fraudulent meters but also the fraudulent connections with no meter s. The
techniques/technologies to investigate for this will include (among others): Voltage
drop analysis, power line communication response time analysis and wavelet
analysis.

For the testing of the algorithm, two approaches will be used:

1) We will make use of general datasets from the scientific community to test our
algorithms and compare them with other approaches. This is necessary because,
given the number of measurements handled by the system operators , NTLoccurrence
is hard to identify and this scarcity is a problem for the algorithms training. NTL
samples in the literature and open data are a must for the development of the solution.

2) Pilot sites will provide access to relevant databases (AMI and SCADA) for the
requested period. Examples of NTL detections will also be provided by them so that
the algorithms can be trained and evaluated. Figure 29 is an example of an NTL case
identified by the Spanish pilot, with the profile of the load of the tampered line .

Figure 29* consumption profile in a line affected by NTL
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In the chart can be seen that the differences (green line) from the substation
measurements compared to the aggregated meter measurement decrease
significantly after the NTL problem is solved. The red circle highlights the load profile
with the disconnection of the illegal load.

4.2.2.2 User Interface

The existing ETER product user interface will be expanded to include the results of the
NTL analysis (Figure 30). This will make some of the application pages and forms change to
include the new results . In the following figure, a screenshot of how the Ul can be updated is
shown, and the followin g changes can be considered for future implementation :

1) The section in the application that presents the list of meters will include
information about how likely the meter is tampered with:

|da Meters
- Filter
mRID Type Status Model Associated to ‘ampering warning
Show 10 - entries
N Status Last measurement . P MAC Associated Tampering
mRID foTee oSS ated received Model = Version = jdress address to warning
HeonoFlooria  siav (B9 05132‘;;)53 30/07/202323:2003  SLAM 1
o
HeDNOFLOORIE  siav (R Di;;‘;?? 31/07/202308:5337  SLAM 1 Yes
HeoNOFLOORIC LM () Diﬁ:;fg? 31/07/202308:53:12  SLAM 1
.
HEDNOH1 LAV o | Dig;';?fs 11/02/202316:3301  SLAM 1
HEDNOH2 sev (B3 Oig‘;gg?’ 12/08/202316:46:22  SLAM 1
10972
HEDNOH3 s BB YSEE ommsisisz sLAM 1
HEDNOH3A AV o« | Di;z‘;g? 12/07/202323:43:57  SLAM 1
o
HEDNOH3E IV o | Di;;‘;?? 13/08/202301:30:55  SLAM 1
HEDNOH3C sav B Y5 oeoasasss siam 1 Yes

Figure 30> Screenshot of the potential updating of ETER smart meters Ul, including information about NTL

For each meter, the corre sponding row will include or not the tampering tag.
There will be also the possibility to filter the table in order to show only the
meters potentially affected by NTL.

2) The section in the application that presents the topology will also include
information o n the substation/feeder affected by NTL

4.2.2.3 Resources
1 Development:
0 The solution will be developed in Python language.

o Official InfluxDB, MongoDB and NATS python clients will be used to
communicate with the rest of the EMMA ETER components
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o For the numerical analysis and implementation of the data -oriented

mechanisms, Numpy and Pandas libraries will be used .

For the network -oriented solutions, including power flows, calculation
of technical losses, etc., Pandapower and PowSyBL libraries will be
used

1 Al Model Development: For developing Al models, various Python packages will
be employed, including:

(0]

(0]

(0]

Tensorflow: Popular open-source library for high -performance
numerical computations. It's widely used for building and training deep
learning models.

XGBoost:Efficient and scalable implementation of gradient boosting. It's
particularly well -suited for solving machine -learning problems.

Scikit-learn: Comprehensive machine learning library in Python. It
provides a wide range of tools for tasks such as classification,
regression, clustering, and more.

1 Deployment: The application will be deployed using Docker, a containerization

platform that allows for easy packaging and deployment of applications in a
consistent and isolated environment. Docker ensures that the application runs
reliably across different environments, making it an essential tool for efficient
deployment strategies.
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4.3 TASK 6.3- RESOURCE MANAGEMENT IN CASE OF CRITICAL
EVENTS

4.3.1 Tool 5 - EMMA GIMANT ool

The main responsibility of a system operator is the management of the assets that
compose the smart grid (substations, cables, smart meters, etc..). This duty corresponds to
the maintenance staff (also known as workforce or field operators). This staff is hormally
composed of several specialized technicians, often working together in small teams, that
cope with all maintenance required tasks, using the necessary tools, materials and vehicles.

While the smart grid grows bigger and the maintenance deserves more attention and
resources, a management tool for the maintenance staff becomes necessary to handle the
complexity of the workforce organization and the optimal scheduling of the da ily tasks to
perform.

This management tool is a complex piece of software that has to deal with a lot of
concepts and data that have an influence on smart grid maintenance:

- Asset information , including inventory and details of the grid equipment, sensors and
meters.

- Workforceffield operator information . This includes the working hours, holiday
calendar, operator skills and capacities, base location, vehicle information, etc. This
information requires a continuous update

- GIS information, including theassetE+ G4 CT Agi CA- 1 AEU aCl Agi CA|
capacity to automatically generate travelling routes

- Stock information , with the availability and amount of materials, pieces and tools. This
information requires a continuous update

- Active Incidents information
- Scheduled/periodic maintenance calendar

ETRA has a workforce/incidents management product in its portfolio that covers these
requirements and will be used within R ?D? The product name is GIMAN, and the adaptation of
the tool to meet the project r equirements will be called EMMA GIMAN.

4.3.1.1 Internal Architecture
The architecture of the EMMA GIMAN product ispresented in the following image:
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Figure 31- EMMA GIMAN tool integration within the GIMAN product from ETRA
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The core of the GIMAN application, including the webinterface for management and the
mobile application is already developed. Most of the complexity of the solution is in the
database, which besides storing the data also feature s several internal stored p rocedures to
prepare, clean and adapt the data appropriately.

The extension points of GIMAN to include all the new functionalities and adaptthem to
R?D? needs are coloured in green. There are two main categories of new functionalities to

develop:

T There will

be different

R?D? applications responsible for

the inspection,

surveillance and continuous monitoring of the grid assets, using different
mechanisms (Drone images, fixed cameras or SCADA datg. These applications
are described in sections (4.1.14.1.2 4.2.1& 4.2.2), and they will eventually
identify problems or incidents as a result of their analysis. This output must be
converted to the GIMAN data model so that the required interventions in the
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assets (visual inspection, repairs, etc.) can be scheduled with the rest of the
actions to be carried out by the field operators in the grid. Thedifferent adaptors
to be developed in R?D? refer to the specific translators of the corresponding
application to EMMA GIMAN

1 The C3PO product linked to Task 3.3 1 z &€ Agi At A Aodeliing) §nd CE A ¢
EhAAgi @i 1 Agi CA Ceae 1 AEhdarGerig critica $cEnariod U

(storms, wildfires, etc) will simulate the propagation and impact of the events
on the power systems, modelling the fragility of the components potentially
affected. This simulation will be utilised by EMMA GIMAN as input to organise
the system recovery after the simulated event. The EMMA GIMAN optimal
scheduler will use the fragility curves of the damage d nodes and lines from
C3PO simulation, to prioritise the interventions for the restoration and organise
the workforce.

1 The number of incidents and alarms to tackle and the number of tasks to be
performed by the workforce can be really big, as new maintenance tasks appear
as part of the R?D? results. An optimal scheduler will be developed as part of
R?D? aiming at gathering all the required task s and optimising the scheduling of
its resolution, given the availability of human and material resources and
minimizing the travel time of operators assigned. The most important constraint
here is to solve first the issues with the highest priority , like outages or damaged
assets that might be dangerous.

In the field of workforce management, the maintenance tasks to be performed by the
field operators can lie within three different categories

Corrective maintenance is the most obvious one: Whenever there is a failure or damage
in one of the assets or systems, all the necessary action must be undertaken to solve this
issue. Normally is the maintenance task with the highest priority and involves the immediate
mobilization of human resources, as it might produce damage to other assets, persons or the
environment. The repairing cost can be high because could require the complete replacement
of the damaged assets. This maintenance cannot be predicted and can happen as a result of
asset degradation or due to external reasons: Extreme events, weather conditions, sabotage,
accidents, human errors , etc.

Equipment failures can be costly, so different strategies have been identified to try to
avoid them. The first approach is using preventive maintenance actions. This type of
maintenance is a proactive approach to maintaining equipment and facilities. It involves
regularly scheduled inspections, tests, and other activities that are designed to identify and
correct potential problems before they can cause failures or other issues. Preventiv e
maintenance can be viewed as an added expense, but the upfront costs outweigh the
significant advantages of long-term equipment reliability and efficiency. This type of
maintenance of often known as time - based maintenance, as it relays pre-scheduled tasks
that could be defined: 1)by law, 2) by the asset manufacturer or 3) by the internal policies of
the system operator . In any case, the actions will be pre -scheduled by calendar and the
workforce can easily be assigned to these tasks even with days in advance.

A third category of maintenance is predictive maintenance. This aims at predicting
failures before they happen, allowing time for remedial action to be undertaken . It goes
beyond preventive/time -based maintenance by making use of the data obtained by the
monitoring of the assets. This type of maintenance is performed when the equipment shows
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signs of wear or degradation, caused by activities like increased vibration or temperature, or
when sensors or other monitoring systems indicate that maintenance is needed.

This degradation is not always evident from the raw data coming from the sensors .
Usually, this information is obtained after an exhaustive and complex analysis of the sensor
data, offline measurements, images and sometimes even this condition is inferred by the
monitoring of other assets (indirect detection) . The core of predictive maintenance is the
different techniques applied to extract the signs of stress or degradation (also known as state
of health) from the system monitoring and prioritize the correction based on the likelihood of
failure . After this is achieved, the necessary actions to prevent further damages can be
scheduled so that they are handled in the same way as the predictive maintenance actions .

Currently, the GIMAN product does not cover predictive management. Within R?D?, the
functionalities that will be developed as part of the products EMMA ARGOSEMMA DYMland
EMMA ETERcan be considered predictive maintenance techniques, each one focused on a
specific type of measuring or sensor (SCADA, Drone or database). On the other hand, the
EMMASURVEILLANCEproduct will identify corrective actions that must the handled as soon
as possible.

Thus, as a summary, the EMMA GIMAN will

1) Get the state-of-health, degradation indicators and alarms from the
aforementioned EMMA products and the C3POproduct (tool from T3.3),

2) Define the necessary actions to solve them (this is done by the different adapters) ,
One single alarm or problematic assets might require mult iple actions to be run in
parallel or in sequence .

3) Rank them according to different criteria ( likelihood to happen, severity, cascading
effects, repairing cost),

4) Store them within the GIMAN database,

5) Optimise the field operator 's working plan s to include the new actions, considering
the severity ranking, location , etc. The final working plan and its assignment to field
workers will be optimal according to some pre -defined criteria.

6) Manage the life cycle of the actions in the working plans until they are finalised .

The EMMA GIMAN optimal scheduler will be responsible for the optimisation of the
maintenance tasks to be carried out and their assignation to the working plan of different
field workers . This optimisation can be seen as a combination of two typical mathematical
problems: the Traveling Salesman Problem (TSP) and the job assignation problem .

The TSP is among the most widely studied problems in network optimization and has a
wide variety of practical applications . The problem consists of defining an optimal tour that
visits a predefined set of customers from a depot. In our case, the customers will be the
location of the assets that require any type of maintenance. Several models and methods
have been proposed to effectively represent and solve large problem instances in an optimal
and time- efficient way .

In the case of R?D?, the basic TSP algorithm does not really fit our problem for two main
reasons:

1 Not all the actions or interventions have the same priority. In traditional TSP
problems, all customersvisits are treated the same
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1 Thetask execution plans will be calculated daily for the entire workforce , but
there could be so many maintenance actions in the backlog that some of them
are left for another day. This is not possible with the traditional TSP problem
formulation, which AGIJAJE 1 Ci UEE ¢géuU T CyéeuuUgu
considering working hours constraints.

In EMMA GIMANTthe solution will be built based on the combination of two TSP variants
and its implementation as linear programming optimization problems

1) The Traveling Salesman Problem with Priority Prizes (TSPPP)[42], is an extension
of the classic TSP, in which all customers (nodes) have to be visited by the trave lling
salesman and the order of the customer 's visits is directly taken into account in the
objective function. A prize p. is received by the trave lling salesman if customer /is
visited in the k" order of the tour, while a travel cost ¢ j is incurred when trave lling
from customer /to customer jin the tour. Note that p« can include a prize that the
travelling salesman gets when visiting node /, independently of the order k in which
/is visited, plus a priority prize that he/she collects when visiting node /at the k™
order of the route, which is dependent on his/hers visit order. The objective of the
TSPPP is to find a maximum profit sequence of the n- customer visits, considering
the prizes and costs involved in the tour. In our case, the maintenance actions with
the highest priori ty will be assigned a bigger price, so that the optimal solution will
always favour visiting the m at the beginning.

2) Aslightly different approach is the variant of the Travelling Salesman Problem with
Profits (TSPWP)[36]. Here the different customers are assigned with a profit value
that is gained when the visit occurs . This may be seen as bicriteria TSPs with two
opposite objectives, one pushing the salesman to travel (to collect profit) and the
other inciting him to minimize travel costs (with the right to drop vertices ). Viewed
in this light, solving TSPs with profits should result in finding a non -inferior solution
set, i.e., a set of feasible solutions such that neither objective can be improved
without deteriorating the other . This variant does not assume that all the
intervention s must be optimized, and some of them could be left aside (for instance,
when the solution has a profit above a given threshold )

The other classical problem the EMMA GIMAN optimal scheduler will be linked to is the
Job assignment problem . The assignment problem deals with assigning machines to tasks,
workers to jobs, soccer players to positions, and so on. The goal is to determine the optimum
assignment that, for example, minimizes the total cost or maximizes the team 's effectiveness.
The assignment problem is a fundamental problem in the area of combinatorial optimization
and will be modelled using state- of- the- art problem solvers .

4.3.1.2 User Interface

The next screenshots (figures 32-37) present some of the functionalities of the EMMA
GIMAN tool:

1) The workforce management section is depicted below:
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Figure 32 - workforce management section in GIMAN product by ETRA

2) In the following Figure , the workforce skills management section allows for the
definition of different skills:

« move@s
CONCELLO
DE VIGO @ .

oM % & F P MR
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Skills

® Skill Description
£ *  Electrician Capability of working in electrical installations
C3 X Waorks at height Capability of working at height

M 1w » M Showing  Default ~

Paginalde 1 1elementss listados

Figure 33* Workforce skills management screenshot

3) The types of entities section are shown in the next figure :

oM % & , P WA
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L
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cy x ACOMETIDAS BETY OTROS Acometidas Bt Y Otros i=
L “ X ARMARIO CAMARA Armario Camara =
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= X CENTRAL Central i=
= @ X CONTROL ACCESOS Control Accesos =

Figure 34 * Types of entities

4) The entities section:
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Figure 35* List of entities added

5) Thelist of incidents and tasks to perform:
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Figure 36 list of incidents

6) Thelist of regularly scheduled maintenance tasks
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Figure 37* maintenance tasks list

7) Details of a task to perform
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opDoaon

B &

Figure 38 * details of the maintenance task

The new tasks that will be created with predictive maintenance will be presented in the
user interface in the same way they are presented now. The only difference will be that they

WCAr g 1 U ¢ UAUE ¢lgetu@d, bud theg wilAcGme @uEomatically from th e results
of the other R?D? EMMA components.

4.3.1.3 Resources

1 Development:
0 The solution will be developed in Python language.

0 Some of the functionalities will imply changes in the GIMAN database
stored procedures (SQL Server), using Transact SQL language

o0 For the optimization, OrTools and Pulp libraries will be used. In case we
face performance problems a commercial solver (Gurobi) will be used

o Pandas, Numpy and other general purpose python libraries will
o Official Python SQL Server connector will be used
0 The travelling time will be obtained from the Google Maps API

1 Deployment: The application will be deployed using Docker, a containerization
platform that allows for easy packaging and deployment of applications in a
consistent and isolated environment. Docker ensures that the application runs
reliably across different environme nts, making it an essential tool for efficient
deployment strategies.
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4.4 TASK64 - MAINTENANCE COORDINATION AND PLANNING

4.4.1 Tool6* OP Tool

Following the discussion with TSO and RCC experts who are performing the Outage
Planning Coordination (OPC)process on the national and regional level s (respectively), it was
concluded the following:

1 The biggest challenge of the national OPC process is extensive communication
with actors that maintain high -voltage equipment and various (technical and
non-technical) factors that influence decisions about outage approval.

1 When all non-technical factors are considered, decisions about outage approval
AEU hERAGGJ gA+UA 1 AEUO CA ¢géuU UAci AUUE
have significant experience with real -time management of the system, and they
are fully aware of forbidden states of national (and even regional) power system
topology (at least for of 400kV and 220kV voltage level), so any kind of additional
security analyses for a majority of cases seems redu ndant.

1 Although there is an official national procedure in place, there are a certain
number of compromises in practice (e.g. already approved outage has to be
moved to some other period due to the delayed application of high priority actor).
A similar thi ng is experienced on the regional level during bilateral or trilateral
discussions between TSOs, where their national outage plans for next year
should be aligned (e.g. TSO who delivered their national outage plan
categorically refuses to change anything i n it).

9 There are a lot of iterations and repeating of the process, and this heavily
depends on human interaction and the negotiation skills of participants.

1 OPC process is performed on several time horizons (yearly, quarterly, monthly,
weekly) in a similar way.

Considering all these specificities of national and regional OPC process, the Outage Planning
(OP) tool should have the following traits:

A The tool should be general as much as possible in order to satisfy the basic
needs of TSO and RCC OPC experts because any kind of specific features with
too many details will not bring benefit (especially for TSO expert s) but rather
make the job more difficult.

A In terms of security analysis, the tool should help to quickly analyse some
special cases of outage combination, which TSO experts did not experience
during dispatcher work. On the other hand, RCC engineers that are part of the
regional OPC process usually lack experience from the dispatcher centre, so
quick manipulation with a tool, creation of desired Outage Planning Scenario
(OPS) and quick run of security analysis would be a significant improvement
compared with existing solutions.

A In terms of visualisation, the tool could make significant improvements in
business processes, especially for TSO experts, since all Gantt charts are
created manually.

4.4.1.1 Internal Architecture
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The OPC process is performed on several time horizons which have similar steps, and
the OP tool should be general enough to cover all of them. For the sake of simplicity, here
will be explained the yearly national OPC process:

1.

The husiness process starts with TSO requests towards maintenance entities to
express their need for outages for the next year * OP admin connects to the
Operator Fabric (OF), a platform used for the coordination of all relevant
participants in the energy network and sends an informative notification.
Maintenance entity user through the OF interface chooses network elements
(from the drop-down menu) and proposes desired time periods when they should
be disconnected from the network. There are no backup time intervals, only
primary ti me periods.
When the deadline for delivery of the desired list of outages is reached, an initial
UAP file is generated (this should be initiated based on the action of OP admin in
OF, not based on time trigger), which is then stored on a File server. UAP file is
structured based on the official file format defined by ENTSO-E [43]. UAP file in
essence contains proposed outages * a list of network elements with proposed
time period for their disconnection. This file format could be imported/exported
from the pan- European OPC tool, which means thatthe OP tool is compatible with
the official ENTSO E tool for the OPC process (TSO could uploadhe final UAP file
on the OPC platform directly, while RCC could download UAP file from OPC
platform, import it in OP tool and run r egional OPC process).
OP admin imports the UAP file and UAP information is displayed on the Outage
Planning Application (OPA), a web application used for the outage planning
request manipulation, as Gantt chart in hourly resolution.
Based on information fr om the Gantt chart, the OP admin prepares input data
(CGMs, CON lists and MON lists) which will be used for the upcoming Outage
Planning Incompatibility (OPI) assessment. OPI| assessment represents security
analysis on a reference model in which proposed ou tages are applied. This
security analysis is performed using a modified network model (base case CGM
where proposed outages are applied), CON list (contingency list * elements which
disconnection will be simulated during OPI assessment) and MON list (monit oring
list * elements which will be monitored in order to detect overload after a
simulation of contingency). OP admin stores CGMs, CON lists and MON lists on the
dedicated File server location.
For each hour in the Gantt chart OP admin has 4 options (buttons on Ul):

a. Check if OPI input data are available * OP tool checks whether on the

dedicated location are there CGM, CON and MON lis for selected hours.

b. Initiate manual OPI mode (see separate explanation below)

c. Initiate automatic OPI mode (see separate explanation below)

d. See OPlresults.
After successful (automatic or manual) OPI mode execution, OP admin has the
following options via OPA:

a. Export final UAP file on File Server

b. Clear all information in the Gantt chart and reset the tool.
If there is a need to organize ateleconference with some maintenance entity users
in order to discuss ongoing issues during OPI assessment, the OP admin could
connect to the OF and create an informative notification.
The final step in the process is for the OP admin to connect on OF, uploache final
UAP file and send the informative notification to all maintenance entities.
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The described b

usiness process is illustrated in Figure 39.
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Figure 39 - OPC Business process

The proposed architecture of the tool will consist of three main layers: User Interface
(UI) layer, Business Logic layer and Data Storage layer (Figure 40).
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Figure 40 - OP Tool architecture

73




=]

D6.1* Design of the enhanced maintenance and asset management toolkit

The Ul layer is the presentation layer of the application - all the interaction with end
users will be established in this layer, which is designed in a way that two user interface
applications will be utilised:

1) OF* used for gathering outage planning requests and for obtaining final outage
planning lists after the optimization process is over
2) OPA ™ used as a visualisation tool for the outage planning requests, their
manipulation, and for displaying the results of the optimization process
The husiness logic layer is the layer containing all the logic n eeded for the outage
planning optimization, as well as for the processing of outage planning requests and the
communication with other layers - this is the core layer of the OP tool.

The data storage layer is used for storing, managing and retrieving struc tured data
(OPDB) and unstructured data (FS).

OP tool consists of the following modules:

Operator Fabric (OF) * a publicly available communication platform used to
facilitate communication and coordination between different participants in the
energy network

Outage Planning Processor (OPR)* an internal module used for processing
outages, manipulating eTNA, preparing OPS, displaying OPI results

Outage Planning Application (OPA)* a web application where outage planning
requests will be displayed in the form of Gantt charts

eTNA * a specialised operational planning tool used for fast and reliable
execution of security analysis

Outage Planning Database (OPDB) storage for outage planning requests, OPI
results, metadata

File Server (FS) * a storage for various files that need to be exchanged
between different modules of OP tool

OF is an opensource platform created to facilitate communication and coordination
between participants in different domains (electricity, water, and other utility operations). It
integrates all needed screens for exchanging information into one common platform,
reducing the time needed for switching betwee n different applications. OF is based on the
concepts of cards * representing exchanged notifications, which can contain simple text,
pictures, charts etc. OF will be used for defining the outage planning requests by outage
planning participants, through a predefined template where users can fulfil all necessary
information needed for creating the outage planning request. Different participants will be
able to log in to OF, to create the requests and to send them to the authority in charge of
handlingtherUB hUEgE: ¢éU hEUEE:+ yAAAc Uy UAKeychdkiwdlAAi BY
be utilised in the OP tool. OF allows defining the third-party applications that can
communicate with OF * that way the information gathered in OF can be processed and
returned back to OF. That kind of communication will be established between OF and OPR,
through a defined API for exchanging the data.

OPR is the main module of the OP tool, which will be used for processing the outage
planning requests and communication with other mo dules of the OP tool.
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OPR will perform the following set of functionalities:
1. Processing of the outage planning requests and eTNA results

- Creating the OPC CON file based on the initial/modified outage requests
for the chosen hour

- Processing LF and N-1 results
- Preparing OPI results
2. Communication with OF
- Getting the outage planning requests
- Sending the final list of planned outages
3. Communication with eTNA
- Sending commands for importing CGM, CON, and MON lists

- Sending commands for performing Load Flow (LF) calculation on the
original CGM

- Sending commands for exporting LF results to FS
- Sending commands for importing OPC CON files from FS

- Sending commands for performing Scale OPC function (applying
outages from the OPC CQ file to the CGM which results in forming the
modified CGM containing outages)

- Sending commands to export modified CGM to FS
- Sending commands for performing N - 1 security analysis
- Sending commands for exporting N -1 results to FS
4. Communication with OPA
- Receiving requests for manual/automatic OPI
- Sending OPI results
5. Communication with FS
- Exporting OPC CON files
- Exporting UAP files
- Importing LF, N- 1 results

OPA is the visualisation interface of the OP tool. This is a web-based application where
OP admin will be able to visualise outage planning requests, manipulate the data which will
be sent to eTNA N1 analysis and display the results. The interface will be described in more
detail in the section User Interface.

eTNA is software designed for operations of validating, fixing, and merging the load flow
data sets, load flow and contingency calculations, NTC calculations, PTD/Maxflow
calculations, as well as short circuit analyses [44]. For the OP tool, eTNA will be utilised for
providing LF calculations, N-1 security analysis, and creating the modified CGM file based on
OPC CON files and default CGMs.
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OPDB will store outage planning requests, OPI results and metadata (EIC vs CIM
reference table, config paths for files).

FS will store the following files:
1. UAP files

These files contain information on all relevant assets that are scheduled to be
part of the outage planning process for the respective time frame.

2. CGM, CON and MON files with an hour resolution
3. OPC CON files

OPC CON file is needed as the input for eTNA in order to create the modified
CGM file. It is created based on the list of outage planning requests for the
chosen hour, using the EIC* CIM cross-reference table for transforming the
elements IDs from EIC codes to CIM IDs, since eTNA will only receive the OPC
CON list containing CIM IDs.

4. LF results files

AC Load Flow (Newton Raphson) The Load Flow function is intended for the
determination of network state variables of unbalanced and balanced
networks, on the basis of known root voltage and the data about consumption
(load) of all nodes. These files contain the results of the LF function.

5. N-1 results files

N- 1 Criterion means the rule according to which elements remain in operation
Jigei A ¢zfr E vUEeCAEi T iaigd EUA A&xgUE
must be capable of accommodating the new operational situation without
violating Operational Security Limits.

N-1 Situation means the situation in the Transmission System in which a
Contingency from the Contingency List has happened.

N-1 Contingency List (CON List) and N1 Monitoring list (MON List) are
necessary for N-1 Calculation.

The N1 results consists of Monitoring Elements in Base Case, Overloaded
elements, Resolved elements and Contingencies * Base Case Power Flow.

Tool development techniques and algorithms

Indicators

Before explaining the methodology that will be used for the outage planning EU& h UE g E
optimization, indicators that will be calculated and used during the optimization process for
deciding the optimal solution should be described.

1. KPI1* minimal value of remaining capacity on the most critical MON elements
after simulation of the most influential CON element:

000 daqQYy
Where: .
Y O O
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2. KPI2* the total sum of remaining capacities on all MON elements after
simulation of the most influential CON element:

voo Y

Methodology

OP tool will have 2 operational modes: automatic and manual OPI mode. In manual
mode, the OP adminwill be able to decide which outages will be applied on the original CGM
xgei E Niaa 10 OCAU 1TcCyeuUguud yAAhAaad 1 AEUO
implies having the priorities for outage planning requests * there will be 2 possible priorities,
where requests of 1% priority are mandatory and should be applied on the CGM, while the
requests of the 2™ priority could be modified * OP tool will provid e the calculations for all
combinations of the network elements belonging to the 2 " priority and return OPI results
containing OPSs which will be compared using previously mentioned indicators.

1. Manual OPI mode
Preconditions:

- UAP file imported in OPA module
- CGMs, CON and MON lists are prepared

For each hour, based on the Gantt chart in OPA module, OP admin could decide which
outages will be applied in CGM, and which will not be applied. This could be done by checking
and unchecking boxes for each displayed network element in Gantt chart for that specific
hour. After making all decisions manually, OPI mode for that particular hour is executed using
the corresponding button. This action will cause the execution of the N -1 analysis with
relevant data and after it is finished, OPI results will be available, containing OPS with
calculated indicators. Based on these results, OP admin will decide whether some additional
analysis should be performed by changing the status of network elements for that hour and
starting the analysis once again.

2. Automatic OPI mode
Preconditions:

- UAP file imported in OPA module
- CGMs, CON and MON lists are prepared

Automatic OPI mode should provide OP admin ability to compare several different OPSs,
based on which optimal solution could be proposed by the OP tool. In order to perform this
mode, OP admin firstly has to determine priority of 0 proposed outages for the selected hour.
There are 2 priority options with the following meaning:

T priority * 0 network elements will be always applied in all combinations of
OPSs,

2" priority * U network elements will change status ON and OFF in order to
create all possible combinations of OPSs.

Automatic OPI mode algorithm (Figure 41) is described below:

1. Using the Gantt from OPA, OP admin choages the particular hour for which the
security analysis will be run.
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2. For that hour, OP admin assigns priorities for outage planning requests - with a total
number of N requests, M elements will have 1 priority, while remaining K elements
will have 2" priority.

3. OPI assessment will be first performed using CGM with all N applied outages * this is
the most optimistic scenario, if the OPO criteria are satisfied, then the optimization
process is complete.

4. If the OPO criteria are not satisfied, OPI assessment will be performed again, but this
time with M applied outages of the 1% priority. This is done because we want to make
sure that the chosen M outages can be applied before moving on to further analysi s
5. If that is not the case, the optimization process is returned to the 2nd step and the
OP admin should choose different combinations of M and K values.

5. In this step, an OPI assessment will be performed ¢ ¢ times, having the
combinations of ON/OFF status for K elements, with the exception of a scenario when
all K elements are OFF (covered in 3. steps), and for a scenario when all K elements
are ON (covered in 4. step).

6. After all calculations are finished, OPI results are calculated and displayed in OPA. If
Outage Planning Optimization (OPO) criteria is satisfied, the optimization process is
finished. If that is not the case, the process should be returned to step 2., where OP
admin will choose different priorities for network elements.

OPO criteria is satisfied if 0 0 "O T@Optimal solution is determined for a set of OPS that
satisfies OPO criteria using following formula:

4 dw L0

Otherwise, the OP tool should inform the user that the optimal solution could not be
found and the process of priority selection should be repeated ( 0 should increase).

This mode does not provide proposals for different time intervals for disconnection of
the given network elem ents since users have enough information (OPI results and indicators)
and knowledge to propose it and test it using manual or automatic OPI mode.
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Figure 41- Automatic OPl mode

Data exchanges, communication with othieols and/or products (data flows and protocols)

The communication between OPR and OPA, as well between OPR and OF will be
established through REST APIs* architectural style for an application program interface
(API) that uses HTTRHTTPSrequests for deal ing with data. This is a widely adopted standard
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for exchanging the information between different software services, providing the scalability
and flexibility needed for developing the OP tool.

OPR and FS, as well as eTNA and FS will communicate using theFTP/SFTP protocol.
File Server will be used as an intermediate component between OPR and eTNA * all data
needed to be exchanged between these two modules will go through File Server.

OF and OPR data exchange:

A Outage planning requests * Maintenance entity users will be able to
submit outage planning requests using the OF interface and these
requests will be transmitted to OPR.

A Final UAP files * When the final UAP containing approved outage
planning requests is formed, OP admin will be able to login to OF and
upload that file. Final UAP will contain a subset of outage planning
requests from the initial UAP file.

OPA and OPR dateexchange:

A OPI assessment requests * These requests will contain the chosen hour
of the particular day of the year, list of outage planning requests, list of
priorities i f the automatic OPI mode is chosen.

A Files check requests * The response will contain the information
whether CGM, CON and MON files for the chosen hour are present in File
Server (YES/NO).

A OPI results * The results will contain the list of MON elements and for
each MON element OPS will be returned containing calculations done by
Business logic module.

File Server and OPR data exchange:

A UAP files * When the optimization process is over and the final UAP file
has been formed by OPR, it is stored on File Server.

A OPC CON files* OPR will generate OPC CON file every time when N1
security analysis is needed, in order for that file to be processed by eTNA.

A N-1 results * eTNA will store the results of N -1 analysisin File Server,
in order for them to be processed by OPR.

A LF results - eTNA will store the results of LF calculations to File Server,
in order for them to be processed by OPR.

OPDB and OPR data exchange:

A Outage planning requests * these requests will be sent to OPDB after
OPR processes them. They will also be obtained from the OPDB
whenever OPR needs to prepare them for OF/ OPA / eTNA processing.

eTNA and FS data exchange:

A LF, N-1 results
A CGM, COM and MON files

Data exchanged between different components within the OP tool is represented on
Figure 42.
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Figure 42 - OP Tool Data exchange

4.4.1.2 User Interface
There are two user interfaces that will be used in OP tool:
1. OF* used by outage planning participants to fill outage planning requests

2. OPA* used by OP admin for displaying Gantt with outage planning requests,
initiating manual or automatic OPIs and displaying OPI results

OF interface will utilize H2020 TRINITY Project results as a starting point for further
developments * in this project the Outage Planning Coordination Process was covered in the
dedicated module in charge of the communication between primarily TSOs and RES
producers (T- COORBRES module). However, it did not include the business logic needed for
the optimization of the requests * the whole process was done completely manually, having
the admin who can accept, update or reject requests through OF. The user interface part will
be also adapted in order to be in line with the TSO/RCC requirements.

OPA interface is consisted of following windows/tabs:

Gant chart window * default display which has following:
Gantt chart with two possible views:

Gantt chart with 8760 columns representing hours and X rows
representing all outages from UAP file (Figure 43). Each row has
additional 2 fixed header columns where human readable name and
EIC code of outage are presented. Each column has 1 fixed header row
where timestamp information is provided. Fi xed dimensions of this
table are 744 columns (maximal monthly number of hours) times 100
rows * all remaining cells could be seen using vertical and horizontal
scroll bars.
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OPI Results Config Profile

Gantt View 2

Import UAP

Export UAP

Clear info

Figure 43 - Gantt view - hour resolution

Gantt chart with 365 columns representing days and X rows
representing all outages from UAP file (Figure 44).

u OPI Results Config Profile
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Import UAP

Export UAP

Clear info

Figure 44 - Gantt view - day resolution

General buttons: /mport UAP file, Export UAP file, Clear info
Button for each hour of Gantt chart: Check OPI input Start manual OP/
Start automatic OPI, See OPI/ results(Figure 45)
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Element 30 3AWEHR-BBASR—X

Check OPI input

Start manual OPI

Start automatic OPI Import UAP

Export UAP

See OPI results

0000

Clear info

Figure 45 - Gantt chart - actions on column level

OPI results * tab which is populated only when OPI is performed, and which is open

AegUE 1ail+iAc 41zUU fsM EUERGGE] 1hggCA

displayed in table where rows represent MON elements, columns represent OPS,
while cells in matrix represent loading values in percentages (Figure 46).

Gantt Config Profile

Amax[%] OPS1 OPS2 OPS3  OPS4

MON1 7 18 20 14
MON2 87 86 70 65
MON3 -20 -10 -21 -17
MON4 15 6 26 %
MONS 3 57 64 49
MON6 73 74 64 64
MON7 31 40 31 2,
KPI1 -20 ) -21 -17
KPI2 246 2711 254 225

Figure 46 - OPI results

Config module (Figure 47) * atab where OP admin could:
change location paths for import/export
perform import of new EIC vs . CIM ID cross-reference table
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Gantt OPI Resuits Profile

Managing file locations

CON: https://file-server/locationl

MON: https:/[file-server/location2

coM: https://file-server/location3

i N
Managing cross-reference table

Import EIC vs CIM reference table

Figure 47 - Config area

Profile module * information about the user ( Figure 48)

Username:

Name:

Company name:

Gantt OPI Results Config

"  Userinformation

user-test

John Doe

Company 1

Figure 48 - Profile area

The previously displayed figures represent only a prototype of how the application can
be realized; the final design has yet to be determi ned.

4.4.1.3 Resources

For OPA development following libraries will be used:

a. React- alibrary used for developing interactive user interfaces. This library
has configurable smaller units which can be used for building reusable
components * the user interface consists of multiple components, enabling
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a modular design, which makes code less prone to errors and easier to
debug.

b. MUI- a React Ul library which offer a wide range of interactive components,
which usage will result in having a modern and an easy to use user interface.

For OPR development,the following libraries will be u sed:

a. Node.js* an open-source, server - side JavaScript runtime environment
b. Express * a web framework for Node.js

For OF development, handlebars template files will be used for creating the outage
planning related cards.

Visual Studio Code will be used as a source- code editor while developing the OPR and
OPA module, since it provides a great support for debugging, code refactoring, and
embedded git.

Git will be used as a distributed version control system, in order to man age the code
during the development.

4.4.2 Tool 7* PQEL tool

The aim of the Power Quality Emission Levels (PQEL) Application is to automate the
calculation of power quality parameters emission levels. The automated calculation will be
used in the connection process (for the purposes of compliance simulation checks), as well
as in a real-time operation (in the compliance testing/monitoring process).

In the process of connecting facilities to the transmission system, the calculation
results for the specific point of connection of the new facility are compared with the data
obtained from the equipment manufacturer of the new production module or the customer's
facility that is connected to the transmission system, and in this way, it is possible to
indicatively detect violations of emission value limits and define the n ecessary corrective
measures.

In the process of monitoring compliance in real -time operation, the results of
calculations are compared with real -time measurements, and in this way, possible non -
compliance is detected.

4.4.2.1 Internal Architecture of the Tool

For the internal architecture of this tool, it is possible to consider three basic layers,
i.e. Ul layer, Business layer and Data storage layer. This is shown on Figure 49.
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— Grid Model Server
Calculation Power

Quality Emission
Levels

EMMA PQEL

Application Ul
Power Quality Server

Ul layer Business layer Data storage layer

Figure 49 PQEL Tool architecture

PQEL Application will provide a proper user interface in the Ul layer. The core of the
calculation power quality emission levels methodology represents the Business Layer. The
results are stored in corresponding files on the Power Quality server. The Grid Model server
is used to read grid parameters.

PQEL Application consists only of software that calculates power quality parameters
emission levels.

PQEL Application will be installed on the operator's PC. Full automation of the
calculation of power quality parameters emission levels would require communication of
PQEL Application with Power Quality Server and Grid Model Server.

PQEL Application reads selected network models stored on the Grid Model Server.
Next, PQEL Application carries out the calculation of emission levels of quality parameters
for the selected node (connection point to the transmission grid ) and saves the results on the
Power Quality Server (Compliance simulation is requested within the connection process).

The coompliance monitoring scen ario requests that the PQEL Application reads
measured data from the Power Quality Server. PQEL Application then reads calculated data
from the Power Quality Server. At the end of the process, the PQEL Application performs
comparison of the measured and calculated emission levels of power quality parameters and
saves the results of compliance check on the Power Quality Server.

Ul will be described in the corresponding section User Interface (4.4.2.2)

Tool development techniques and algorithms

Checking the parameters of the power quality takes place through two compliance -
checking processes: simulation (within the study of conn ecting the facility to the transmission
system) and measurements in a continuous operation (during the operational life).

The maximum permissible values of the level of voltage asymmetry, higher harmonics,
and flicker are defined by the Transmission Grid Operation Code, while their maximum
permissible emission values are defined by the Transmission Connection Code.

The PQEL Application calculation methodology is based on the methodology described
in standards IEC 61000 3- 6, IEC 610063- 7 and IEC 610003- 13.

The international standards IEC 61000 3-6, IEC 610003- 7, and IEC 610003- 13 propose
an algorithm for calculating the emission levels of the specified parameters at each point of
the transmission system, based on the adopted planned values of the power quality
parameters and network topology. In order to check the compliance of the operation of the
facilities that will be connected to the transmission system with the requirements of the
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Transmission Grid Operation Code, it is necessary to create an automated process that, based
on the planned values, uses the algorithm recommended by international standards,
calculates the emission levels of the power quality parameters.

Additionally, this tool will perform an automated calculation of the minimum three -
phase short-circuit power/current in the sub -transient mode in each point of the
transmission grid. This calculation will also determine the equivalent impedance of the rest
of the system in the form of the R/X ratio for each point of the transmission grid.

The calculation algorithm is represented in Figure 50.

Open PQEL Application

Define path to the Grid ModelServer and slect node
for emission level calculation

Define path to the P(Berver

Click Calculate button

Figure 50 - PQEL calculation algorithm

The computer on which PQELApplication will be installed and the Power Quality server
on which the results will be stored will be connected by an Ethernet connection, and files will
be exchanged using the SFTP protocol. The same goes for RQEL Application and the Grid
Model server.

In a case of compliance-checking processes, when PQEL Application executes
simulations to check compliance of the new facilities with the defined connection
requirements, the simulation model (.pfd format) import will be performed between the Grid
Model server and PQEL Application, while the final simulation results will be exported to the
Power Quality server. Described data flow is presented in Figure 51

SFTP protocol E SFTP protocol

il
il

Grid Model server PC with installed PQEL Power Quality server

Figure 51- Data flows and protocols
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When the compliance monitoring process is executed - this is a separate and
continuous process, when TSO observes if connection requirements related to power quality
are fulfilled, the following data is exchanged between PQEL Application and the Power Quality
server:

1. Inputs * measured and calculated data is imported from PQ server to PQEL
application

2. Results, calculated by performing the compliance check, are exported from PQEL
application to PQ server

Resulting file for the emission levels calculation will contain limit values for the
selected node, and it will be exported in both .txt and .xslx format. The resulting file for the
compliance monitoring will contain a message about the compliance ¢ heck and values in case
of non-compliant node and it will be exported in both .txt and .xslx format.

4.4.2.2 User Interface

User interface will contain two sections: one for the emission levels calculation and one
for the compliance monitoring process. On the user interface, the following options will be
shown:

1 For the emission level calculation:
A Definition of the path to the folder in which the simulation model is stored
A Selection of the nodes for emission level calculation
A Definition of the path to the folder in which results will be exported
A Calculation button for the simulation execution
1 For the compliance monitoring:
A Definition of the path to the measurements file
A Definition of the path to the file containing emission level limits

A Calculation button for the comparison execution

4.4.2.3 Resources

PQEL Application will be developed in Python programming language. No other means
of PQEL Application development are required.
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4.4.3 Tool8* RACS Tool

The aim of RA cost sharing (RACS) tool is to automate the calculatio n of costs incurred
in the Regional Operational Security Coordination (ROSC) process. This process was designed
to resolve security risks in the operation of the transmission system at a regional level. One
component of this process is the Cost - Sharing Key (CSK) methodology which is used in the
ROSC process after optimizing remedial actions (RAs) at the regional level. This methodology
is necessary to define the reallocation of RA costs (and revenues) between involved TSOs
after activation of RAs on national level and it is developed within the R ?D? project.

4.4.3.1 Internal Architecture of the Tool

Cost-sharing SW Cost-sharing SW

ul

logic File server

Ul layer Business layer Data storage layer

Figure 52 - RASC Tool architecture

RACS tool architecture is presented in Figure 52 and it consists of a Ul layer, business
layer and data storage layer.

The RACS tool consists only of Cost Sharing software that calculates th e distribution
of costs between the involved TSOs and is intended to be installed on the operator's PC. In
this project, the connection of the application with the environment is not foreseen due to the
lack of resources and because the essence of this too | is in the CSK methodology itself.
Therefore, the operator will manually enter certain input data, i.e. files. Full automation would
require RACS software communication with power flow and voltage calculation software
located on a separate server and load ing prepared network models stored on another server.

Cost-sharing SW will provide a proper user interface in the Ul layer while the core of
CSK methodology will be placed in the Business Layer.

Cost- sharing results will be stored in a corresponding file on a dedicated file server.

Tool development techniques and algorithms

The aforementioned CSK methodology is used for the development of this tool, which
is quite complex. Therefore, only the basics of this methodology will be presented here. The
methodology itself is written so that it can be easily translated into an algorithm.

CSK methodology is based on 4 elements:
1. Contingencies (CNTSs) that require RAs activation

2. Cross-border relevant network element with contingency (XNECs) due to a
CNT

3. RAs costs
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4. TSG involved (TSOs in which control areas are CNTs, XNECs and applied RAS)
CSK methodology has 2 levels:

1. The first level is technical in nature and serves to decompose the costs of all
implemented RAs to each XNEC* CNT pair (or only to XNEC for base case
constraints)

2. The second level is social in nature and serves to redistribute the cost
calculated in the first level to involved TSOs

Unlike some methodologies (for instance Requester Pays All), this methodology relies
on strong socialization of RA costs betw een involved TSOs. Involved TSOs are:

T RA.TSCO* TSO activating RA
T XNEC.TSO TSO in whichthe Control Area is XNEC
I CNT.TSO TSO in whichthe Control Area is CNT

The basic idea of cost socialization is incorporated in the cost - sharing level 2, which is
presented in Figure 53.

1 +Effect on XNEC
(reduced load)

Q2: RA.TSO, CNT.TSO and
XME.CTSO share equally RA.TSO

income

Q1: CNT.TS0 and XNEC.TSO bear
equally RA.TSO cost

- RA price + RA price

Q4: No costs reallocation (this case
Q3: CNT.TSO and XNEC.TSO share

should be very rare as unwanted
equally RA.TSO income

effect of regional RA optimization)

- Effect on XNEC
(increased load)

Figure 53 - The hasic idea of CSK methodology level 2 in case of constraint

CSK methodologys first level consists of four steps.

In the first step a table is formed as follows (this table refers to all CNTs requiring
RAS):

0 The oolumn header is inserted for each XNEC due to any CNT there is one
column

A Each XNEC is assigned to a TSO owner (a tieline is assigned to both
TSOs)
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o Arow header is inserted for each activated RA. For each RA the following input
data is needed:

A RA price (the value is positive if TSO pays to RA provider or negative if
RA provider pays to TSO)

A RA average hourly quantity (in MWh) and direction (upwards or
downwards)

A Total RA cost is calculated as:

Yon i QG QoY MU Q1 @0 fiasd s o)@nn
A Control Area (TSO) in which RA is activated

o In table cells PTDF factors are entered * these factors reflect the impact of
1 MW of RA on a XNEC. This factor can be positive or negative according to the
sign convention of the PTDF matrix (in the example given below, we will
consider the value positive if RA reduces the load on an XNEC).

o For each table cell a quadrant is defined (see Figure 53) as follows:

A Q1.: positive RA price, positive influence of RA on XNEC
A Q2: negative RA price, positive influence of RA on XNEC
A Q3: negative RA price, negative influence of RA on XNEC
A Q4:positive RA price, negative influence of RA on XNEC

One example of the first step is presented in Figure 54.

This table includes If RA price is ppsmve, TS_O YNEC? is in TSOB XNECS Is a tie-
RAs and XNECs for all pays to RA provider and vice Control Area line between
CNTs in observed CGM versa TSOA and TSOB

\ / S N\ ?

V' ALL CNTs .~ XNECI (TSOA) XNEC2 (TSOB)' XNEC3 (TSOA - TSOB)
RA1 (TSOA, 10000) # 0.4 /Q1 0.1/Q1 -0.1/Q4
RA2 (TSOB, 5000) 01/Q1 0.3/Q1 N 0.1/Q1
RA3 (TSOC, -3000) -0.1/03 -01/Q3 0.05/Q02

PDTF factor: IMW of RAZ2 causes load
decrease in XNEC2 load of 0.3MW

Figure 54 * CSKm: The first step

To align with CSK methodology in the second step it is needed to:
o0 Convert negative PTDF factors into O for Q4 cells
o0 Convert negative PTDF factors into positive in Q1, Q2 and Q3 cells

The idea behind this conversion is that we multiply RA price XNEC and PDTF factor to
get:

0 Positive value if TSO RA provider is to be compensated by TSO users (owners
of CNTEs and XNECs} g1
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0 Negative value if TSO RA provider shareg/transfers RA incomes with /to TSO
users (g2 and g3)

o O value, if there is no cost reallocation (q4)
This is subject to step 3. In the example, this way we get the values present ed

in Table 4.
Table4 - CSKm: The second step
ALL CNTs XNEC1 (TSOA) XNEC2 (TSOB) XNEC3 (TSOA TSOB)
RA1 (TSOA, 10000) 04 0.1 0
RA2 (TSOB, 5000) 0.1 0.3 0.1
RA3 (TSOC; 3000) 0.1 0.1 0.05

In the third step, RA costs are redistributed to different XNECs. To do so, in each cell
a PTDF factor is multiplied by RA cost and divided by the sum of all PTDF factors in this row.
In our example, we get values shown in Table5 and Table 6.

Table5 - CSKm: The third step (calculation)

ALL CNTs XNECL1 (TSOA) XNEC2 (TSOB) XNEC3 (TSOA TSOB)
RAL (TSOA, 10000) 10000-0.4/(0.4+0.1) 10000-0.1/0.5 0
RA2 (TSOB, 5000) 5000-0.1/(0.1+0.3+0.1) 5000-0.3/0.5 5000-0.1/0.5
RA3 (TSOC; 3000) -3000-0.1/(0.1+0.1+0.05 -3000-0.1/0.25 -3000-0.05/0.25

ie.
Table 6 - CSKm: The third step (final values)

ALL CNTs XNEC1 (TSOA) XNEC2 (TSOB) XNEC3 (TSQASOB)
RAL (TSOA) 8000 2000 0

RA2 (TSOB) 1000 3000 1000

RA3 (TSOC) -1200 -1200 -600

In the fourth step, the initial table is divided into several sub -tables. A sub-table is
formed for each contingency, and if there is a constraint in the base case scenario (before
the contingency, that is, in the zero contingency), there will be an additional sub -table.

These sub-tables are formed according to the following rule:

0 The value in the cell [ROW 'i', COLUMN 'j] in a subtable corresponding to a
contingency 'k’ (or base case) is equal to:

A The value of cell [ROW 'i", COLUMN '] in the initial table, multiplied
by

A The overload [%)] caused on XNEC corresponding to COLUMN 'j' due
to contingency 'k' or in the base case and

A Divided by the sum of the overloads [%)] due to each contingency 'k’
and in the base case on this XNEC

This way, the valueinthel UGG °vfp i+ -f2Z! _ ~ 16r, 1A @
Ce TUUWGE °*vfpu ovi+-tablesfz! °~ 6+, i A AGG ENI

In our example, there is a sub-table for CNT1 in TSOA and another subtable for CNT2
in TSO B. In addition, thee is the base case sub-table CNTO corresponding to the tie-line
constraint in the base case scenario. Unlike constraints caused by a contingency, the base
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case constraint cannot be assigned to any specific TSO. Applying the rules given above for
transform ing the initial table into sub -tables, we get the content shown in Figure 55.

CNT1/CNT2/CNTO
overload on XNECI
is 8%/2%/0%

CNT1/CNT2 /CNTO
overload on XNEC2
is 0%/10%/0%

CNT1/CNT2/CNTO overload on
XNEC3 is 4%/4%/2%

N ~_

CNT1 (TSOA) XNECT (TSOA) XNEC2 (TSOB) XNEC3 (TSOA - TSOB)
RA1 (TSOA) 8000-8/(8+2+0) 2000-0/(0+10+0) 0

RAZ (TSOB) 1000-8/(8+2+0) 3000-0/(0+10+0) 1000-4/(4+4+2)
RA3 (TSOC) ~1200-8/(8+2+0) ~1200-0/(0+10+0) ~600-4/(t+4+2)
CNT1 (TSOA) XNECT (TSOA) XNEC2 (TSOB) XNEC3 (TSOA - TSOB)
RA1 (TSOA) 6400 / Q1 0 0

RA2 (TSOB) 800/ Q1 0 400/ Q1

RA3 (TS0C) -960/Q3 0 -240/Q2
CNT2 (TSOB) XNECT (TSOA) XNEC2 (TSOB) XNEC3 (TSOA - TSOB)
RA1 (TSOA) 1600 / Q1 2000 / Q1 0

RA2 (TSOB) 200 /Q1 3000/ Q1 400/ Q1

RA3 (TSOC) -240/Q3 -1200 /Q3 =240 /Q2

CNTO XNECT (TSOA) XNEC2 (TSOB) XNEC3 (TSOA - TSOB)

RA1 (TSOA) 0 0 0

RA2 (TSOB) 0 0 200/Q1

RA3 (TSOC) 0 0 -120/Q2

Figure 55 - CSKm: The fourth step

Cost-sharing of decomposed CNT/XNEC/RA costs/incomes is performed according to
basic principles (see Figure 53) and the following additional rules:

0 If the tie-line is CNT or XNEC, then both T®s are equally involved

0 Same rules are applied for Curative RA and Preventive RA

As explained before, all necessary input data, i.e. files, are to be manually entered into

the tool, namely:

o PTDF matrix for the time interval for which re-dispatching cost redistribution
is calculated between TSOs for the respective region

o All applied costly RAs (entity designation, power change direction, TSO
cost/revenue amount at the national level)

o All contingencies for which security limits are viola ted

o All network element s with constraint

o For each network element with constraint, detected overloading for each
relevant contingency
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o For each network element with constraint, contingency and entity providing
RA, the designation of TSO to which it belongs.

On the other hand, output data will be included in an output file that will be stored on
the local server. The output file will conta in the mark of the market interval for which the
calculation was performed and the summary positions of the mutual payment between all
involved TSOs.

The computer on which the operator will work and the server on which the results will
be stored will be c onnected by an Ethernet connection, and files will be exchanged using the
SFTP protocol.

All of this is supposed to take place in the Regional Coordination Centre (RCC).
Communication between RCC and TSOs is done by electronic mail (information about
activated RAs, RA costs,and delivery of output files).

4.4.3.2 User Interface

When starting SW, a dialogue box opens in which the operator needs to enter the
number of applied RAs and the number of network elements with constraints, as well as the
total number of co ntingencies (including the base case) for which constraints have been
detected.

After that, for each RA are entered:

0 The identifier of the re - dispatching entity

0 Re-dispatched active power and direction (upward/downward)

0 RA cost/revenue at the national leve | of the TSO for the activated RA.
Next, a label is entered for each network element affected by the constraint.

After these activities, the interface should enable the import of the PTDF matrix, from a
predetermined folder, for the relevant period for wh ich the costs are calculated (for example,
the names of the files in that folder are visible, and they are named to contain the date and
time of the network model for which is the calculated PTDF matrix).

Then the interface must enable the opening of a table in which the rows correspond to
contingencies (including the base case) and the columns correspond to the elements with the
constraint due to a contingency. The interface should allow the operator to enter the
overloads on the network elements for the ¢ orresponding contingency in the fields of this
table.

At the very end of the calculation procedure, the interface allows the operator to call
the output files to save them to the appropriate folder.

4.4.3.3 Resources

As already mentioned, this tool consists only o f software that calculates the distribution
of costs between the involved TSOs, which is installed on the operator's PC in the RCC.

It has not yet been decided in which programming language this software will be
developed.
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4.4.4 Tool9* TSC Tool

The goal of the Transient Stability Calculation (TSC) tool/script (under the DIgSILENT
Power Factory program) is to automate the calculation of the critical fault clearing time for a
desired set of busbars for two types of busbar faults: permanent, which are switched off by
the usage of protective devices, and temporary self - extinguishing, which disappear by
themselves (without switching off the primary equipment).

The critical duration of a fault on a bus is the maximum duration of a fault (usually of
the three - phase short circuit type) which still does not lead to the outage of any synchronous
machine (due to loss of synchronism) in the power system.

The critical fault clearing time depends, among other things, on whether the fault
disappears or is switched off by th e action of the protection devices. In order to check the
compatibility of busbar protection settings with the operation of synchronous generators in
terms of stability, for the characteristic operating regimes, critical fault -clearing time
calculations ar e performed for specified busbars of the transmission system.

Based on the results of these calculations, the introduction of new protection devices
is proposed, for example, the introduction of differential protection of busbars.

4.4.4.1 Internal Architecture

The TSC tool architecture is presented in Figure 56.

TSC Script — Ul TSC Script — internal

. File Server
module logic

Ul layer Business layer Data storage layer

Figure 56 - TSC Tool architecture

The Ul module of the TSC script is in fact a Ul part of the PowerFactory program (Ul
window after the script is started). This is already predefined, as the first thing that pops up

Whenthescrlptlsstartedmtheso-I Aaauo i Aehg i AGCII : T ghAul

the { + AETfICAElg eAEg Ce ¢géU EITEieég 1E EUGUIGUO

AEAYyUQUEE Wiuaa 1T U ¢it UA° AAO AUEC WEUEU geéuU
As for the internal logic, more details are glven in the sectlon below. The idea is to find A

the biggeEg ¢gi yuU 1 AgUEI Ad geu GCAcgUEg ®Ahug OhENA

EJAT e ECAIi EV | syftheonQub fddtEnedirChe network.

The results of the calculation can be included in a proper report and stored on the
destination File server.

Tool development techniques and algorithms
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It is necessary that the programming environment has the ability to calculate the
electrical quantities of the network that describe its behaviour in the following time domains
and in a sufficiently good way: immediately before, during, and after the bus f ailure simulation.

A dynamic network model is needed for this type of calculation. To indicate the critical
®Ahug TOUAEi Ag¢ giyU 2M¢gzMZ8 ¢ sCWUEEAT gCEJ
It provides information on whether the generatoris 1 i A1 CE {1 Chg Ceae EJAI
to the rest of the system during the simulation.

The critical fault-1  UAETi A¢ giyU 1T AalT huAgi CA gul éAi 8hU
geu EiyhuaAgi CA i AGUEI A4 h ATthé iitial gitaedperimd (iktdrdal) & C G h ¢
the simulation is one of the input parameters of the TSC script (simulation duration).

4.
& E

During the simulation multiple checks are performed * TSCscript is checking whether
at least one conventional source (synchronous generator) { @AGUE Chg Ceae &JAT ¢
AT ghAu &=Ahug OhEAgi CA® iactyalAitilation dugatio. 1 Ug gUE ¢

And, as it was already said, setting the fault F(x)
duration is done using the method of halving the
interval, until the calculation differ ence in the last two
iterations is less than the specified error.

In mathematics, the interval halving method
bisection method or dichotomy method is a root -finding
method that applies to any continuous function for
which one knows two values with opposite signs. The
method consists of repeatedly bisecting the interval
defined by these values and then selecting the
subinterval in which the function changes sign and
therefore must contain a root. It is a very simple and
robust method, but it is also relatively slow. Because of
this, it is often used to obtain a rough approximation to
a solution which is then used as a starting point for
more rapidly converging methods. This method is

presented in Figure 57. Figure 57 - Interval halving method

Regarding the data exchange, the main input data set of the TSC script is the dynamic
model of the system itself, in which the transient stability co nditions are checked.

In addition, it is necessary to manually enter all the arguments of the transient stability
calculation. These arguments relate to the following:

T Minimum duration of fault
The maximum duration of fault

1 Time step, i.e. thedifference of the critical fault durations for the last two given
fault duration values (error)

Simulation start time
Simulation duration

Set of buses for which the critical fault time is to be calculated
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The output of the TSC script is the critical failur e times for the selected buses. They are
presented in the output window, and it is additionally possible to include them in an output
file (text file) that can be further stored on a predetermined file server.

4.4.4.2 User Interface

When running the TSC script, a dialog window should be opened in which the user
should manually enter the specified calculation arguments.

Within the Power Factory DIgSILENT program, it is necessary to have the desired
network model (input data) active, on which the calculation of the critical fault clearing time
will be carried out.

The TSC script would therefore be part of the Power Factory DIGSILENT project, which
contains, among other things, the desired network model. It is enough to display the output
results in the Power Factory DIgSILENT program window provided for that purpose (Output
Window).

4.4.4.3 Resources

The technical background for the operation of this tool is represented only by a
computer on which the Power Factory DIgSILENT program would be installed (whose script
would perform the aforementioned calculation of the critical fault time for the desired set of
buses).

The script itself will be carried out in DIGSILENT PF programming language (for short
DPL * DIgSILENT Programming Language). This language is used for the automaton of
PowerFactory tasks, with reference documentation well explained in DigSILENT PF software
package.

4.45 Tool 10* TTA

The aim of this tool is the improve the quality of IGMs with automated creation of
topology files through the Topology Transfer Applic ation (TTA).

Every day Serbian TSO (EMS) creates 24 DACF (Day Ahead Congestion Forecast)
models and 24 D2CF (2 Days ahead) models, as well as at least 3 IDCF (Intraday) models. The
topology file is one of the 4 input files used to create the IGM in the CGMES format. At the
moment, the topology file is created manually.

In the coming years, the number of models that need to be produced is planned to
further increase. Manually creating topology files for so many timestamps is unacceptable,
as it would lead t o many errors and take too much time.

TTA takesthe default topology file and modifies it with outage data to get a topology file
necessary for model creation. The application also enables user s to display outage data for
a certain date or period and to display and export generated topology file s.
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4.45.1 Internal Architecture

This tool contains software which imports data gn‘plannevd outages, creates a topology
file and exports itin a predefined timeandontheh EUE+ E EUé hUEGQ :

In addition, this tool includes a TTA web application that displays imported data on
planned outages, displays and exports topology file s for a chosen date and displays planned
outages for a chosen date or period. The application also provides the possibil ity of uploading
the default template file. The TTA architecture is shownin the Figure 58.

| EMms application ‘Radovr

Ul Layer Business layer Data storage layer

[User'sfolder } \ EMS application ]

Figure 58 * TTA Tool architectue

The autage data import module, as its name says, is used to import data on planned

ChgAcUE: 8 _z Aeé éldkb) depdra@ddath onblénGad butages and can export
them in afile. TTA application imports data on planned outages from those file s or takes data
Of EUT gud «ECYy 8 _z AeeéudailAgi CArE OAgAl AEU: Me
shared folder and stored on the file server before reading. In both cases, data on planned
ChgAgUE Wiau 1 U WEiggUA i A geU ¢¢ AeeuduilAgiC

Module for Topology file creation uses a default topology file as a template for
generating a new topology file. The template file is in csv format and contains information o n
all modelled elements with their default status. Data from the default topology file can also
be stored in the database. To create a topology file, default topology file is modified with
outage data from the database. Topology file for a chosen date contains all the modelled
UGUYyUAgE Nigé ¢geUiE EgAghE &«CE UI UEAndEGAGHE z §
means that element is off.

Every day at 14h, module for the Topology file export exports topology files for the next
7 days. At the start of the exporting procedure, module for generating topology files is used
to create files. Generated topology files will be stored on the file server and exported to
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another EMS application. Files can be exported by copying on shared folder or by some other
appropriate way.

Outage data display module enables the user to get data on planned outages for

EUuUT gud OAgU CE eUEi CO: fhgAgU OAgA AEU ¢ UAC

imported into ¢ ¢ Aeeuil Agi CA+r E OAQg A1l AE Uablestusei t& chexld E g
input data of TTA application.

Module for Topology file display and export is part of the user interface used for
presentation of resulting topology file. Before displaying topology data for chosen date,
module for generating topology file is used to create data. On this page, the user can also
select option for exporting topology file for chosen date. Exported file will be stored on the
folder chosen by the user.

Upload of template as part of the user interface is used for uploading of the new default
topology file. From time to time, default topology file may change. Using this page, the user
can upload new default topology file from a chosen location. Uploaded file is stored on the
file server. Data from the new template can also be st ored in the database. Uploaded template
will be used in generation of the next topology files.

On the File server are stored default topology file s, imported files with outage data and
generated topology files.

Databasecontains outage data and history of default topology files.

Tool development techniques and algorithms

The TTA algorithm should appropriately convert the input data into output data for the
topology file. In order to explain the algorithm, one should first look at the input data, which
is given in the next paragraph.

Imported outage data (Figure 59) will contain:

1 Element name: Contains the names of transformers, couplers and
transmission lines that are i n the model.

1 CIM Id: Contains a series of letters and numbers and represents a unigue
code that is associated with each element individually. Each element has
its own CIM ID.

9 Start date: It refers to the starting date of the works on a certain element
(for example, switching on, or switching off an element).

1 End date:lIt refers to the ending date of the works on a certain element (for
example, switching on, or switching off an element).

i Start time: Refers to the starting time of switching offfona certain element.

For example, if it is switched off from 7 a.m. to 15 p.m. in the topology file it

will be switched off from 8 ™ hour.

End time: Refers to the ending time of switching off/on a certain element.

Outage type (Daily, Continuously): If the outage type is marked as Daily, the

element will be switched off every day between Start date and End date, in

the period from the Start time to the End time. If the outage type is marked

as Continuously the element will be switched off all the time between Start

date and End date (starting from the Start time and ending at the End time).

1 Element type (DV, DVP, TR, TRP): Element type definebe type of element
on which works are performed. DV refers to transmissio n line, DVP refers

=a =
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to transmission line bay, TR refers to transformer, TRP refers to
transformer bay.

Maziv elementa ciM id Datumod Datudo = Vremeod Vreme do Tip iskljugenja Tip radova
216 Obrenovac - SP TENT A _a9b4493-51a6-675e-27b0-57ad32e480fb  2023-01-03 2023-12-04 7 18 Continously DVP
401_2 Djerdap 1- Drmno _76d3efo7-6b3a-6a7d-c29b-21589b94caf5  2023-06-01 2023-06-30 9 15 Daily
402 Bor 2- Djerdap 1 _1cl7abee-f4b5-3642-cc31-85d48a3889e10  2023-06-10 2023-06-30° 10 15 Daily DVP
405 Djerdap 1- Portile De Fier _9886983d-8088-2664-8794-2a80aad8b837 2023-06-15 2023-07-10 10 17 Daily DVP
206_1 Pljevlja- B_Basta _6b60ee31-bb07-3b60-d897-e9c9dd89bsfb  2023-06-20 2023-07-10 10 17 Continously

Figure 59 - Imported outage data

In addition, before the algorithm is explained, the content of the topology file, which is
given in the next paragraph, and having that information in mind, the rules by which input
data is converted into output data will be explained.

The topology file has a list of elements with status for every hour of g & U OAJ :
means that the elementi E CA° EQgAghE {1: 1] YyUAAE géAg U
Topology file contains:

T CIM ID: Contains a series of letters and numbers and represents a unique
code that is associated with each element individually. Each element has its
own CIM Id.

1 Name: Contains the names of transformers, generators, couplers,
transmission lines that are in the model.

1 Type:Defines the element type. It can be defined as LINE, TR2 or TT. LINE
refers to transmission line or coupler, TR2 refers to transformer and TT
refers to the current tap position on tap changing transformer.

T Node Id: Refers to the CIM Id of a node. Elements fransformers, couplers
and transmission lines) are located between two different nodes. Each end
of an element has different Node Id (CIM Id).

T Node name: Refers to the name of the node with witch the element is

connected, according to the UCT nomenclature. For example, JBBAST21 the

first character, letter J refers to Serbia. Another five characters are
associated with the name of the substation. Seventh character can be 1, 2 or

5. Number 1 refers to voltage level of 400 kV, number 2 refers to voltage

level of 220 kV and number 5 refers to voltage level of 110 kV. Eighth

character shows to which bus system the element is connected.

End: It refers to the end number (1 or 2).

Substation: Refers to the name of the substation.

Hours 1* 24: Represents the table for 24 hours a day for which we will enter

switching statuses for elements (0 -status off, 1- status on).

=a =4 -

Topology file contents are presented in Figure 60.

Version: 2.0.0.0
Switching Status by hours (0-OFF 1-ON)

CIMID  Name Type Nodeld Node nar End Substatior 1 2 3 4 5 6 7 8 £l 10 11 12 13 14
| 53e5369¢ 296 Obrer LINE _d8d832ct ITENTB2 1TENTB 0 0 0 0 0 0 0 0 0 0 0 0 0 0
| 5329368¢ 296 Obrer LINE _703f0126 JOBREN23 2 Obrenova 0 0 0 0 0 0 Q 0 0 0 0 Q 0 0
| a9b449f3 216 Obrer LINE _587d0e2(JOBREN22 1 Obrenova 1 1 1 1 1 1 1 1 1 1 1 1 1 1
| ab449f3 216 Obrer LINE _ecdBbfbe JTENTAZ 2TENTA 1 1 1 1 1 1 1 1 1 1 1 1 1 1
| 923c030€209_1B_B LINE _6eba716i JBBAST21 1 Bajina Bas 1 1 1 1 1 1 1 1 1 1 1 1 1 1
| 9e3c030€203_1B_B LINE _2586222¢JSMIT221 2 Sremska h 1 1 1 1 1 1 1 1 1 1 1 1 1 1
| f2900c98 1231 5_Mi LINE _98a99521J5MIT252 1 Sremska 1 1 1 1 1 1 1 1 1 1 1 1 1 1

f2900c98 1231 S Mi LINE ad7des6: JSSTILS 2 Sirmijum ! 1 1 1 1 1 1 1 1 1 1 1 1 1 1

Figure 60 - Topology file data
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Now that all the input and output data is explained, the r ules that will comprise the
algorithm are following:

a. Rules relating to the topology in accordance with which types of network
elements are the subject of the request for disconnection (this applies to
network models in the hours for which the disconnection is applied according
to the rules below):

i. If the transmission line is requested to be disconnected, then in the
topology file this transmission line must be disconnected at both ends
ii. If the disconnection of the transmission line bay is reques ted, then in
the topology file this transmission line must be disconnected and
additionally in the substation where this bay is, it is simulated in an
appropriate way that one of the bus systems is disconnected)
iii. If disconnection of the transformer is reque sted, then in the topology
file this transformer must be disconnected at both voltage levels
iv. If disconnection of the transformer field is requested, then in the
topology file this transformer must be disconnected and additionally
at both voltage levels it is simulated that one of the bus systems is
disconnected
v. If disconnection of the coupling bay is requested, then one bus system
is appropriately simulated to be disconnected
vi. If disconnection of the coupling field is requested, then one bus system
is appropriately simulated to be disconnected
Note: These are only general rules, additional rules can be defined for
individual substations if they have specific switchyards

b. Rules related to the topology according to when the disconnection is
requested:
i. Incase of a Daily outage, start and end time from imported outage data
will determine off hours (hours with zeros) in  the topology file
ii. Incase of Continuous outage:
o If the start date of the outage is before the date of topology file,
start time in the topology fi le is first hour
o If the start date of outage is the same as the date of the topology
file, start time in the topology file is the start time from outage
data
o If the end time of outage is after the date of the topology file, end
time in the topology file i s hour 24
o If the end date of outage is the same as the date of the topology
file, end time in the topology file is end time from outage data

2AgA CA euAAAUO ChgAcUE 1 E iyeCEgQUO &=ECY
Uploading of default topology is provided in web application.

The topology file is exported for the selected date on location (Grid Model server) where
other software can impor t it.

Exchange of files between OP server, TTA and Grid Model server is done through SFTP
protocol.

The input and output data for the TTA are already defined in the previous section.
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4.45.2 User Interface

User interface is going to have four parts:

1. Input data
a. Display of imported outage data for a selected date

2. Topology file
a. Display of a created topology file for a selected date
b. Export of the topology file for selected date

3. Reports

a. Display of planned outages for a selected date (Figure 6J)
b. Display of planned outages for a selected period ( Figure 62)

Date:  6/19/203

1 2 3 4 5 6 7 8 9 10 1 12 13 14 15 16 17 18 19 20 21 prd B 24

216 Obrenovac - SPTENTA
401_2 Djerdap 1- Drmno
1007 Zrenjanin 2-TETO Zrenjanin

Figure 61- Display of planned outages for selected date

3.6.2023. 4.6.2023. 5.6.2023. 6.6.2023. 7.6.2023.
216 Obrenovac - SP TENT A

401 2 Djerdap 1 - Drmno
1007 Zrenjanin 2-TETO Zrenjanin

Figure 62 - Display of planned outages for selected period

4. Settings
a. Selection and uploading of a default topology file

4.4.5.3 Resources

For TTA appliation (software for importing outage data, creating and exporting
topology file) development PHP will be used. Additionally, TTA Web application will be
developed in PHP and JavaScript. PHP (Hypertext Processor) is a general- purpose scripting
language and interpreter that is freely available and widely used for a web development [46].
JavaScript is a scripting language, primarily used on the web.

fA géU CgeUE &EAAO° ¢¢ AeeailAgi CArE OAgAI

open-source relational database management system that is a compatible drop-in
replacement for the widely use MySQL database.
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4.4.6 Tool1l- DLR Tool

In the Serbian TSO (EMS), there is an ongoing pilot project whose goal is to install and

use DLR system on several transmission lines. The technical solution of the Ampacimon
Company was applied, which is based on the measurement of meteorological parameters on
conductors in the most critical line sections.

Through the statistical analysis of data from the DLR system in the previous two years,

it was established that the values obtained from the DLR system often differ with a large
amplitude from the average seasonal limit of the transmission line.

Bearing that in mind, in order to make the most of the DLR system, it is necessary to

create DLR tool/application with the following functionalities:

Automatic updating of current limits in the SCADA system (this is related to the
alarming application, as well as to real -time security analyses) in National Control
Centre

Change of current limits in individual network models (IGM) in the process of intraday
security analysis, as well as day -ahead analysis (i.e. it is necessary to create
software that will place the correspondin g record from the CSV file in the appropriate
place in the network model)

4.4.6.1 Internal Architecture

Figure 63 shows detailed architecture of the DLR tool and its environment.

Ul Layer Businges Layer Data Storage Layer

DLR
sen/er

P » HDB ”‘—
EMMADLR %

SCADA
server

SCADA HMI

DLR GUI

Figure 63 - DLR Tool architecture

DLR tool consists of the following components (See Figure 63):
0 User Interface (Ul) Layer:

1 SCADA HMP The main user interface to the SCADA system, provides
real-time data presentation on dynamic pictures with vector graphics,
user-defined graphs, or alarm lists. Execution of complex control
functions is made easy using specialized dialogues directly from
dynamic pictures.

1 DLR GUF Used for configuring the EMMA DLR application.
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0 Business layer consists of DLR tool (application) * This application is used to
transfer DLR limits from DLR server into SCADA/EMS and IGMs.

o Data Storage level consists of:

1 DLR server * This server contains information about DLR of the
transmission lines, sends those values to SCADA systems, and exports
CSV fies for each line.

1 HDB* SCADA/EMS Database containing data about current limits from
SCADA and DLR system.

1 SCADAserver * Supervisory control and data acquisition (SCADA) is a
control system architecture comprising computers, networked data
communications This server contains static file which contains static
seasonal current limits for each line.

1 IGMserver - Individual Grid Model means a data set describing power
system characteristics (generation, load and grid topo logy) and related
rules to change these characteristics during capacity calculation,
prepared by the responsible TSOs, to be merged with other individual
grid model components in order to create the common grid model. This
server will be used for storing O PL file used for import of new current
limits into IGM.
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Data upload
by app

|

Scada
limits

Export CcsVv
DLR
Server csv ﬂ
Data transfer Data
via 104 download
protocol by app
Scada IGM
Scada static static
analog limits limits
Data Data Data
download download download

Data upload
by app

Figure 64 - DLR Tool algorithm

Tool development techniques and algorithms
DLR server contains information about dynamic current limits. It has communication
with SCADA while HDB database contains information about dynamic limits, but as analogue

values.

DLR application reads DLR values from HDB database using the Adbexport command.
If value from HDB is not valid, DLR application will try to read that value from CSV file,
exported from DLR server. If that value is also not valid, DLR application will take the static

value.

DLR application will input the previously read valu e back into the HDB database, but
this time as a specific line limit. Also, the DLR application will write that value into the OPL
file, which allows us to use dynamic limits in IGM models.

Once dynamic limit values are loaded, SCADA/EMS applications will use those values

in their

calculations (RTNET * real time state estimation, RTCA * real time contingency

AAAGIEUE,K ~

Everything mentioned above is presented in Figure 64.
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The eterra habitat is a software environment that supports the development and
operation of highly available, real -time control systems. The database subsystem within the
e-terrahabitat i E 1 A G 0 Ul e-teikaBdbitat contains many databases rat her than a
single massive database.

Two commands from the Habitat environment, Adbexport and hdbimport, are used to
read and write values to the SCADA system.

The habexport 1 Cy y AAO UijeCEgE 1i AAEJ OAgA &ECY
formatted file. The format of the exported ASCI! file can be configured using various command
options.

Hdbexport is designed to work bi -directionally with Adbimport. The hdbexport default
operation creates a full ASCII database export file that Adbimport can import to reprodu ce
the same database content.

SCADA,

- m COMMLOG
MESCAD,
OPSLOG
SCADAMORM

SCADEK
= ALTTYP
= COMY
= DEYGRP
= DISSUB
FUNC
= RTU
= SITPRM
= SRTMEZ
SUBSTN
= DEWTYP
B = DEVICE
o= BLSDUP
o= BLSPT
- = MEAS
= ALGREF
= ANALOG

|

m-
1

1

o ANAMSE
Bl = LIMIT
= RATLIM
- = SETPMT
----- = CNTREF
----- - COMREF
- = COUNT

Figure 65 - SCADA hierarchy

Figure 65 shows that the limit is hierarchically below the analogue record and in this
case we can't use the file we got from export for an import, and we have to modify it. The
modification of the obtained data differs in the following way: one analogue quantity ( data
from DLR) can be linked to one or more currents (sometimes for a transmission line we only
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get the current of one phase, and sometimes the currents of all three phases), currents exist
at both ends of the transmission line and finally one limit obtain ed from the DLR system, must
be entered into two types of limits, alarm and warning. In Serbian TSO the rule was adopted
that the limit received from DLR is divided into two limits according to the following rule:

0awi 400 ¥ Q4 p
wae Q& QOO ¥ Q& "@dov

From the options mentioned above, the question arises as to how the application can
know which transmission lines receive forecasted limits from DLR applications and to which
currents and how many of them those limits will be entered, etc. For this reason, there is a
configuration file in the application that should contain: SCADA codes of transmission lines
that have DLR sensors, all currents and their SCADA labels, SCADA names of limit types
(warning/alarm) and coefficients by which the limit is multiplied in order to receive a warning
and an alarm.

Finally, when the limits are entered in the corresponding SCADA fields, they are
available for all network applications. On the SCADA/EMS system, SCADA limits are
automatically copied to the NETMOM database in RTNET (State Estimator) and then forwarded
to RTCA (Contingency Analysis), VVD (Voltage/Var dispatching) and RMTNET (Outage Analysis
for several hours ahead) applications where they are used in calculations.

Table 7 presents the data exchange between the DLR application and the components
in its environment. In the first column , the sender's data is provided, while the recei ver of the
data is marked in the top row.

Table 7 - Data exchange between DLR application and its environment

Current DLR limits/

ﬁ DLR application DLR server SCADA IGM server
. Local stored static Import final limits/ OPL file/
DLR application limits N/A PC SETP

All given data is exchanged via SFTP protocol.

DLR server SETP N/A N/A
SCADA Export DLR values/
IPC
Static limits from
IGM server IGM/
SFTP

4.4.6.2 User Interface

The user interface (DLR GUI) would be located on the SCADA server. It would be used
to add/modify/delete data about new transmission lines with DLR sensors, their connection
with SCADA application, and for entering the static ampacity (limits) into a file, which the

107




=]

D6.1* Design of the enhanced maintenance and asset management toolkit

EMMA DLR application later uses as one of the inputs. Also, the Ul would be used to change
parameters in the application itself.

4.4.6.3 Resources
The following resources are needed for DLR tool development:

1 Python scripts - Python script is a file that generally contains a short self -
contained set of instructions, i.e., lines of code that perform a specific task. They
are called scripts because they are read and interpreted by Python line -by-line
in order from the first line to the last.

1 SCADA HMI ©nfiguration Tool - It allows users to create customized graphical
interfaces that display real -time data, alarms, and controls for the monitored
systems. Engineers can design intuitive and user - friendly screens to visualize
complex industrial processes.

i SCADA Database Configuration Tool* It is a specialized software application
designed to manage and configure the database components of a Supervisory
Control and Data Acquisition (SCADA) system.
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The implementation and deployment of the EMMAproduct are organised into 8 main Activities in the next year of the project as represented in Figure 66:

Activity 1: Basic development: This step will include the development of SW components and the coding of the algorithms at the core of each tool as described in the sub-sections of Chapter 4. The
activities will be based on the principles described in the abovementioned parts of the deliverable , and the requirements reported in D2.1 and section 3.3. This step willast 6 months, starting soon after the
submission of this deliverable (M13)and finishing in M18in March 2024.

Activity 2: User Interface development: The second step is devoted to the development of the Ul of the product. For each one of the tools composing the EMMA, the definitions and the instructions

described in the respective | |

EUE MAgUEaAT Ul .2gAiend wilbe éolowed i. This Activify:wijl last 5 months, from M18 till M22.

Activity 3: Continuous SW quality and security dependency. The RD? project aims at improving the resiliency of the EPES, especially regarding cyber security, Therefore, it is recommended to follow
In this step, it will be r egularly perform ed code reviews to identify and

secure coding guidelines and best practices during the development phase. that guarantee a superior level of security and quality.

address security and quality issues through:
o Utilize dedicated tools (e.g. SonarQube, etc.) to automate static code analysis and identify code vulnerabilities and quality issues.

o Integrate proper tools (e.g.MendBolt, Dependency checker, Coverity, etc.) to scan for security vulnerabilities and dependencies with potential weaknesses.

o Integrate atool (e.g.Mend Renovaté) to regularly update the libraries used in the project to stay up to da te.

o Evaluate the CVSS scores of identified vulnerabilities and prioritize based on risk (using Mendbolt , Coverity or similar SW)

Activity 4: KPIs at component level: This step is aimed at verifying the performance of the developed product to preliminary check whether it will be feasible to achieve the KPIs
(not a project level). This step will last almost 2 months, from M18 to M19.

Activity 5: Testing: This activity is devoted to performing the testing of the developed tools and product s. Unit testing is mandatory for all components while , depending on the specific needs and
contingencies, other categories of tests can be done (performance, communication, integration, securi ty, etc.). Task leaders and partners involved in the SW development are in charge of deciding which

extra tests may be needed and to perform them. The activity will last 6 months, from M18 till M23

internal to the component

Activity 6: early SW delivery: With the completion of this step, a preliminary version of the product will be available with all the functionalities and requirements defined. Minor changes and fine- tuning

are still possible since this is a kind of beta release of the product. This activity has to be completed by the half of M22.

Activity 7: SW documentation & deliverable preparation : This activity is devoted to preparing the next deliverable D6.2 due by M24 The deliverable will be finalised by the half of M24 , while the last two

weeks will be dedicated to peer reviewing.

Activity 8: Final SW delivery: After the early delivery of the product, this step will be in charge of finalising EMMA according to the functionality described in this document and following the successful

completion of Activities 4 and 5.

Months M13- Oct.23

M14-Nov.23

M15- Dec.23

M16 - Jan.24

M17- Feb.24

M18 - Mar.24

M19 - Apr.24

M20 - May24

M21-Jun.24

M22 - Jul.24

M23 - Aug.24

M24 - Sep.24

Weeks| 40 | 41 | 42 | 43 | 44 | 45

46

a7

48

49

50

51

52
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23

24

25

26

27

28

29

30

31

32

33

34

35

36
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Activity 1

Activity 2

Activity 3

Activity 4

Activity 5

Activity 6

Activity 7

Activity 8

Figure 66* Scheduling of EMMA development activities

109




=]

D6.1* Design of the enhanced maintenance and asset management toolkit

The purpose of the OUGi 1+ UEAT WU 2" :+ J2UEi¢A Ceae geéuU U
y AAAc¢ Uy U Asio dgsCribaiin detail the functionalities and to present the design of the
different tools composing EMMA product. EMMA is one of the four products to be developed
in R?D? project dealing with the reliability of the asse ts in power system, enhancing their
maintenance and the management.

After introducing the objectives and scope of this deliverable, a full description of the
background is presented (chapter 3). In this section a general context of the scientific and
industrial scenario of each tool composing the product is presented. In particular, the current
state- of-the-art for the considered tool is described with information of what is already
existing, and the BAU activities carried out to meet the goals of the tools. After that, the
innovations brought by the tools to be developed are reported, in order to present the
improvements to achieve compared to the BAU, through the development activities. After the
background, a complete technical description of the modules is present in chapter 4.
Responsible partners have reported each of the EMMA components using the following
structure :

the functionalities in details
the internal architecture
the methodology for the SW development,

information about algorithms and models,

= =4 4 - -

preliminary information about user interface
1 the SW and HW resources needed

All this information will serve as the basis upon which the work in WP6 will be
continued. The next step in the WP is starting with the development of the tools (from M13to
M24). The different activities for this second step are described in section 4.5, with a Gantt
chart.
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